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Distributed generation with solar photovoltaic (PV) technology is economically 
competitive if net metered in the U.S. Yet there is evidence that net metering is 
misrepresenting the true value of distributed solar generation so that the value of solar 
(VOS) is becoming the preferred method for evaluating economics of grid-tied PV. VOS 
calculations are challenging and there is widespread disagreement in the literature on the 
methods and data needed. To overcome these limitations, this thesis reviews past VOS 
studies to develop a generalized model that considers realistic future avoided costs and 
liabilities. The approach used here is bottom-up modeling where the final VOS for a utility 
system is calculated. The avoided costs considered are: plant O&M fixed and variable; 
fuel; generation capacity, reserve capacity, transmission capacity, distribution capacity, 
and environmental and health liability. The VOS represents the sum of these avoided costs. 
Each sub-component of the VOS has a sensitivity analysis run on the core variables and 
these sensitivities are applied for the total VOS. The results show that grid-tied utility 
customers are being grossly under-compensated in most of the U.S. as the value of solar 
eclipses the net metering rate as well as two-tiered rates. It can be concluded that substantial 
future work is needed for regulatory reform to ensure that grid-tied solar PV owners are 
not unjustly subsidizing U.S. electric utilities. 
Even without regulatory reform PV is economic, yet to further accelerate PV deployment 
the economics of PV systems can be improved. One approach to doing this also provides 
a potential solution to the coupled water–energy–food challenges in land use with the 
concept of floating photovoltaics or floatovoltaics (FPV). In this thesis, a new approach to 
FPV is investigated using a flexible crystalline silicon-based FPV module backed with 
foam, which is less expensive than conventional pontoon-based FPV. This novel form of 
FPV is tested experimentally for operating temperature and performance and is analyzed 
for water-savings using an evaporation calculation adapted from the Penman–Monteith 
model. The results show that the foam-backed FPV had a lower operating temperature than 
conventional pontoon-based FPV, and thus a 3.5% higher energy output per unit power. 
Therefore, foam-based FPV provides a potentially profitable means of reducing water 
evaporation in the world’s at-risk bodies of fresh water. The case study of Lake Mead found 
that if 10% of the lake was covered with foam-backed FPV, there would be enough water 
conserved and electricity generated to service Las Vegas and Reno combined. At 50% 
coverage, the foam-backed FPV would provide over 127 TWh of clean solar electricity 
and 633.22 million m3 of water savings, which would provide enough electricity to retire 
11% of the polluting coal-fired plants in the U.S. and provide water for over five million 
Americans, annually. Overall foam-backed FPV thus brings an even greater VOS than 







In the context of world energy production, solar photovoltaic (PV) energy has proven to be 
competitive in terms of energy pricing when compared to fossil fuel energy sources [1]. 
Continuous technical improvement of the existing technologies, development of new 
technologies, and coupling of solar PV technologies with other activities such as 
agriculture or water conservation will further drive down the cost of solar PV energy in the 
coming decades. One of the main advantages of solar photovoltaic energy is its distributed 
nature. Solar PV energy generation systems can be installed near the consumption site, 
therefore reducing the energy losses associated with transmission and distribution [2]. 
Furthermore, when compared to energy produced from fossil fuels, solar energy has been 
demonstrated to have far less environmental and health impact [3]. The Intergovernmental 
Panel on Climate Change (IPCC) has stated that the migration to renewable energy sources 
is central to mitigating climate change [4]. However, these advantages are often not 
reflected in the way distributed solar energy is valued. The most commonly used rate 
design by utilities to compensate solar customers throughout the United States (U.S.) is net 
metering. Net metering rate design provides at best a compensation equal to the retail price 
of electricity [5]. When the electricity production of the utility originates from fossil fuels, 
this means that the distributed solar electricity is valued at the same price or less than fossil 
fuels sources, therefore misrepresenting the true value of solar (VOS) [6-8]. 
On the other hand, one of the challenges solar PV systems need to overcome to become 
even more environmentally friendly and low cost is land-use. Land occupation can be a 
limit to the installed PV capacity, especially when the solar PV system’s location conflicts 
with other essential activities such as agriculture [9]. There is new research geared towards 
reducing the land use impact of solar systems. A recent approach has investigated the 
combination of solar PV systems and agriculture called “agrivoltaics” [10], while several 
other studies are looking into the installation of solar PV systems on open water, called 
floating photovoltaic (FPV) or floatovoltaics, to solve the land-use challenges [11-17]. 
When a solar PV system is installed on a water surface, it will provide a boost in the energy 
production and contribute to the prevention of water loss due to evaporation [18-21]. Even 
though the racking used in floating solar PV systems is less expensive compared to land-
based systems [22], the use of lower cost materials such as foam in floating PV systems 
can reduce the cost even more. 
1.2 Goal and Scope 
This study is part of a larger project that aims at investigating the economic and 
environmental viability of foam-based floating PV systems. The project has different 
components: the literature review of the value of solar, the after-market conversion of a 
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flexible photovoltaic panel into a flexible floating photovoltaic panel using foam-based 
racking, the experimental study of the energy production and water conservation potential 
of the foam-based FPV, the life cycle analysis of the FPV system, and the economic 
viability of the FPV systems using value of solar methodology. 
The current study covers the review of value of solar and the experimental study of the 
energy production and water conservation potential of the foam-based FPV. The scope of 
the study is as follows: 
• Value of Solar 
o Conduct a review of the existing methods used to calculate VOS; 
o Develop a generalized VOS model; 
o Study the VOS for the case of the United States using realistic values from 
the literature. 
• Energy production and water conservation potential of foam-based FPV 
o Evaluate the water saving potential of the foam-based FPV using a modified 
Penman-Monteith model; 
o Develop an operating temperature model for the foam-based flexible FPV 
module; 
o Use the operating temperature model to study the energy production of the 
FPV module; 
o Apply the energy production model and the water conservation model to the 
case of Lake Mead. 
Following these steps, it is expected to find a range of VOS design rates across the U.S. 
and compare those values with VOS and net metering values used in some states. On the 
other hand, the goal for studying the foam-based FPV modules is to establish the cooling 
effect of water on the modules, to evaluate the energy production of the modules, and to 
estimate the water saving capability of foam-based FPV systems. 
1.3 Structure of the study 
After the introduction, Chapter 2 of this study is dedicated to the review of value of solar 
methodology with a case study of the United States. In Chapter 2, the existing research on 
VOS is summarized and the formula used for different VOS components are detailed, and 
a sensitivity analysis is run using realistic values for the U.S. Chapter 3 focuses on the 
water conservation potential of self-funded foam-based flexible FPV. The water 
conservation model, the data collection procedure, the proposed FPV cell operating 
temperature model, and energy production model are described. Finally, Chapter 4 
summarizes the findings, describes the challenges encountered during this study, and lists 
future work that could improve the study. 
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2 A review of the value of solar methodology with a case 
study of the U.S. VOS 
2.1 Introduction 
Solar photovoltaic (PV) technologies have had a rapid industrial learning curve [23-26], 
which has resulted in continuous cost reductions and improved economics [27, 28]. This 
constant cost reduction pressure has resulted in a spot price of polysilicon Chinese-
manufactured PV modules of only US$0.18/W as of April 2020 [29]. There are several 
technical improvements, which are both already available and slated to drive the costs 
further down such as black silicon [30-32]. The International Renewable Energy Agency 
(IRENA) can thus confidently predict that PV prices will fall by another 60% in the next 
decade [33]. However, even at current prices, any scale of PV provides a levelized cost of 
electricity (LCOE) [34] lower than the net metered cost of grid electricity [35], and this 
will only improve with storage costs declining[36-40]. Specifically, PV already provides a 
lower levelized cost of electricity [34, 41, 42] than coal-fired electricity [35, 43, 44]. In 
addition, PV technology can be inherently distributed (e.g. each electricity consumer 
produces some or all of their electricity on site thus becoming ‘prosumers’). Distributed 
generation with PV has several technical advantages, including improved reliability, 
reduced transmission losses [45, 46], enhanced voltage profile, reduced transmission and 
distribution losses [47], transmission and distribution infrastructures deferment, and 
enhanced power quality [48]. As PV prices decline, prices of conventional fossil fuel-based 
electricity production are increasing due to aging infrastructure [49-51], increased 
regulations (in some jurisdictions) [52-55], fossil fuel scarcity [56-58], and pollution costs 
[59-63]. Thus, PV represents a threat to conventional utility business models [64] and there 
is evidence that some utilities are manipulating rates to discourage distributed generation 
with solar [65], while others are embracing it such as in Austin, Texas or the state of 
Minnesota [66]. Rates structures vary widely throughout the U.S. [67-70] and there has 
been significant effort to determine the actual value of solar (VOS) electricity. 
This shift towards VOS is fueled by criticisms of its predecessor [71], net metering, that is 
misrepresenting the true value of distributed solar generation [6-8]. VOS is more 
representative of the electricity cost because under a Value of Solar Tariff (VOST) scheme, 
the utility purchases part of, or the whole net solar photovoltaic electricity generation from 
its customers, therefore dissociating the VOST from the electricity retail price [7, 72]. 
Performing a complete VOS calculation, however, is challenging. One of the main 
challenges is data availability and accuracy [73, 74]. Three data challenges that have been 
identified by [74] are: 1) the time granularity of the solar irradiation data, 2) the origin of 
the data, modeled versus measured, and 3) the data measurement accuracy. Other 
challenges faced by utilities while assessing the VOS are which components to include in 
the calculations, and what calculation methods to assess the value of each component [5]. 
The possible components across the literature that are suggested to be included in a VOS 
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as avoided costs and solar benefits are: energy production costs (operation and 
maintenance) [67-69, 75-81], electricity generation capacity costs [6, 67-69, 75-81], 
transmission capacity costs [6, 67-69, 75-79, 81], distribution capacity costs [6, 67-69, 
75-81], fuel costs [6, 67-69, 75, 78-81], environmental costs [67, 69, 75, 76, 78-81], 
ancillary including voltage control benefits [67, 75-77, 81], solar integration costs [69], 
market price reduction benefits [69, 78], economic development value or job creation 
[68, 69, 75, 78, 79], health liability costs [75, 78, 82], and value of increased security 
[69, 75]. A guidebook has been developed by the United States’ Interstate Renewable 
Energy Council (IREC) for the calculation of several of the VOS components [75]. These 
methods have been further developed by the U.S. National Renewable Energy Laboratory 
(NREL) [76]. NREL has provided more detailed calculation methods than the guidebook 
from the IREC with a different level of accuracy. The methods with a higher level of 
accuracy are more complicated to implement and require a higher level of data granularity. 
A qualitative study on VOS performed in 2014 suggested the inclusion of all relevant 
components in a VOS studies [82]. The calculation of the VOS can be done annually, as in 
the case of Austin Energy [6, 72], or can be fixed for a selected period, as per the case of 
Minnesota state’s VOS (25 years) [67, 72]. There are recently an increasing number of 
studies looking into externality-based components of VOS, especially environmental costs 
and health liability costs [83-85].  This is because a country with high solar PV penetration 
rate provides a healthy population according to a German study [86]. An estimated average 
of 1,424 lives could be saved each summer in the Eastern United States, and $13.1 billion 
in terms of health savings if the total electricity generation capacity in the Eastern United 
States included 17% of solar PV [87]. For the entire U.S., if coal-fired electricity were 
replaced with solar generation, roughly 52,000 premature American deaths would be 
prevented from reduced air pollution alone [88]. Not surprisingly, the latest report from 
North Carolina Clean Energy Technology Center found out that there are policy changes 
on VOS across the United States with 46 states, in addition of D.C., considering making 
significant changes in their solar policies and transitioning to a VOS model in coming years 
[81]. 
This indicates VOS is the way of the future for grid integrated PV, but how exactly should 
solar be valued on the modern grid? In this study the VOS literature is reviewed, and a 
generalized model is developed taking realistic future avoided costs and liabilities into 
account from the literature. The approach used here is a bottom-up modeling where the 
final value of solar to a utility system is calculated. This model factors in the existing 
parameters, that have been identified in VOS studies in different U.S. jurisdictions. The 
approach starts from the existing formula to calculate the levelized cost of electricity from 
solar PV technology [34] and updates the formula by adding the avoided and opportunity 
costs and the effect of different externalities. The costs considered in the study are: avoided 
plant operation and maintenance (O&M) fixed cost; avoided O&M variable cost; avoided 
fuel cost; avoided generation capacity cost, avoided reserve capacity cost, avoided 
transmission capacity cost, avoided distribution capacity cost, avoided environmental cost, 
and the avoided health liability cost. The value of solar represents the sum of these costs. 
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Each sub-component of the VOS has a sensitivity analysis run on the core variables and 
these sensitivities are applied for the total VOS. The results are presented and discussed in 
the context of aligning policy and regulations with appropriate compensation for PV-asset 
owners and electric utility customers. 
 
2.2 Methods and Theory 
2.2.1 Avoided Plant O&M – Fixed Cost (V1) 
The use of solar energy results in a displacement of energy production from conventional 
energy sources. The avoided cost of plant operation and maintenance (V1) ($) depends on 
the energy saved by using solar PV for electricity generation instead of conventional energy 
generation processes. Equation (2.1) describes the calculation of the capacity of solar PV 
(CPV) (kW) throughout the lifetime of the solar PV system. During the first year of 
operation, the installed solar PV system is considered to not have suffered any degradation. 
Therefore, the capacity has a value of one. The degradation of the installed solar PV system 
is expressed by the degradation rate of PV (DPV) and for a marginal year (n), the marginal 
capacity of the installed PV system for that year would be: 
𝐶𝑃𝑉 = (1 − 𝐷𝑃𝑉)
𝑛           (kW) (2.1) 
The fixed O&M cost is directly linked to the need for new conventional electricity 
generation plants. If the construction of new conventional generators in the location of 
interest can be avoided, there is no need to include the fixed O&M in the valuation of solar 
for this location. To calculate the value of the fixed O&M (V1), the value of the utility cost 
(UC) ($) needs to be known first. The utility cost depends on four parameters, the capacity 
of solar PV (CPV) mentioned above, the utility capacity (CG) (per unit [p.u.]), the utility 
fixed O&M cost (UF) ($/kW), and the utility discount factor (F). To calculate this utility 
cost, first the ratio of the capacity of solar to the utility capacity is calculated. This ratio is 
then multiplied by the utility fixed O&M cost. A discount is applied to the result by 
multiplying it by the utility discount factor [89]. The discount factor (F) depends on the 
year and can be calculated by using the discount rate (D). The discount factor for year (n) 





The discount rate used in the formula describes the uncertainty and the fluctuation of the 
value of money in time. The value of the discount rate differs when considered from a 
utility point of view or a societal point of view and can highly impact the utility cost. While 
considering the economics of solar PV systems, [75] has suggested the use of a discount 
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rate lower than the value used by the utility. This is because low discount rates are more 
suitable for projects that have a high initial investment cost and a low operation and end-
of-life cost, such as solar PV systems. 
𝑈𝐶 = 𝑈𝐹 ×
𝐶𝑃𝑉
𝐶𝐺
× 𝐹            ($) (2.3) 
The avoided plant O&M fixed cost (V1) is then calculated by summing the discounted 
utility cost for all the years included in the analysis period. 
𝑉1 = ∑ 𝑈𝐶0
𝑖            ($) (2.4) 
2.2.2 Avoided Plant O&M – Variable Cost (V2): 
The utility cost for the avoided variable O&M cost (V2) ($) is calculated by multiplying the 
utility variable O&M cost (UV) ($/kWh) by the energy saved by using solar PV systems or 
the output of the solar PV system (O) (kWh), and the result is discounted by the discount 
factor (F). 
𝑈𝐶 = 𝑈𝑉×𝑂×𝐹         ($) (2.5) 
The avoided variable O&M (V2) cost is the sum of the utility cost over the analysis period: 
𝑉2 = ∑ 𝑈𝐶0
𝑖          ($) (2.6) 
2.2.3 Avoided Fuel Cost (V3) 
Additionally, the calculation of the utility price (UP) ($/kWh) requires the knowledge of 
the equivalent heat rate of a marginal solar. According to [90], the heat rate (Btu/kWh) 
describes how much fuel-energy, on average, a generator uses in order to produce 1kWh 
of electricity. It is typically used in the energy calculation of thermal-based plants and is 
therefore misleading for the calculation of solar energy production. Since the method 
evaluates the avoided cost from thermal-based plants, however, it is applied to solar PV 
generation. The heat rate (HS) (Btu/kWh) of solar PV or displaced fuel heat rate during the 






              (Btu/kWh) (2.7) 
In the equation above, the heat rate (Hp) (Btu/kWh) represents the real value of the utility 
plant’s heat rate during the operation hours of the solar PV systems over the analysis period, 
and the parameter (S) (kW) describes the hourly PV fleet shape production over the hours 
(h) in the analysis period. 
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After the heat rate for the first year has been calculated, the heat rate for the succeeding 
years in the analysis period can be calculated by the following equation [67][45]: 
𝐻𝑛 = 𝐻𝑆×(1 − 𝐷𝐻)
𝑛             (Btu/kWh) (2.8) 
The primary use of heat rates is the assessment of the thermal conversion efficiency of fuel 
into electricity by conventional power plants. As a result, it is natural to deduce that the 
rate at which the heat rate (DH) decreases corresponds to the efficiency loss rate of the 
power plant [91]. 





               ($/kWh) (2.9) 
Another parameter to account for is the burner tip price (B) ($/MMBtu). The burner tip 
price describes the cost of burning fuel to create heat in any fuel-burning equipment [92]. 
The avoided fuel cost (V3) ($) is calculated in a similar way as the value of the fixed O&M. 
First, the utility cost is calculated by multiplying the value of the per unit PV output (O) 
by the utility price (UP). The result is then discounted by the discount factor. The discount 
factor used in the case of the avoided fuel cost depends on the treasury yield [67]. The 
avoided fuel cost is obtained by summing up the utility cost over the analysis period. 
𝑈𝐶 = 𝑈𝑃 × 𝑂 × 𝐹           ($) (2.10) 
V3 = ∑ 𝑈𝐶0
𝑖             ($) (2.11) 
2.2.4 Avoided Generation Capacity Cost (V4): 
The installation of solar systems reduces the generation of electricity from new plants. This 
is represented by the avoided capacity cost. To calculate the avoided generation capacity 
cost, the solar capacity cost (SC) ($/kW) needs to be known. Two variables are essential to 
evaluate the solar capacity cost, the cost of peaker combustion turbine (IP) ($/kW) and the 
installed capital cost (IC) ($/kW). The cost of peaker combustion turbine (IP) is the cost 
associated with the operation of a turbine that functions only when the electricity demand 
is at its highest. The installed capital cost (IC) describes the cost of combined cycle gas 
turbine updated by the cost based on the heat rate. The solar capacity can be calculated as 
follows [93]: 
𝑆𝐶 = 𝐼𝐶 + (𝐻𝑆 − 𝐻𝐶) ×
𝐼𝑃 − 𝐼𝐶
𝐻𝐶𝑇 − 𝐻𝐶
                  ($/kW) (2.12) 
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HCT (Btu/kWh) and HC (Btu/kWh) are respectively the heat rate of the peaker combustion 
turbine, and the combined cycle gas turbine. After the calculation of the solar capacity cost 
(SC), the utility cost can be obtained by first, multiplying the ratio of solar PV capacity 
(CPV) and utility generation capacity (CG) by the value of solar capacity cost (SC). Then, 
the result is discounted by the discount factor (F) to obtain the final value of the utility cost. 
And as in the previous cases the value of avoided generation capacity is the sum of the 
utility cost over the analysis period. 
𝑈𝐶 = 𝑆𝐶 ×
𝐶𝑃𝑉
𝐶𝐺
× 𝐹                 ($) (2.13) 
V4 = ∑ 𝑈𝐶0
𝑖                ($) (2.14) 
2.2.5 Avoided Reserve Capacity Cost (V5): 
The calculation of the avoided reserve capacity cost (V5) ($) follows the same pattern as 
the avoided cost of generation capacity. But in this case, the effective solar capacity, that 
is the ratio of the solar PV capacity (CPV) and utility generation capacity (CG) is multiplied 
by the solar capacity cost, and then the result is multiplied by the reserve capacity margin 
(M) to obtain the utility costs. After that, the utility cost is discounted as previously 
described by the discount factor (F). Then, the avoided reserve capacity is calculated by 
adding up the utility cost over the analysis period [76]. 
𝑈𝐶 = 𝑆𝐶 ×
𝐶𝑃𝑉
𝐶𝐺
× 𝑀 × 𝐹         ($) (2.15) 
𝑉5 = ∑ 𝑈𝐶0
𝑖            ($) (2.16) 
2.2.6 Avoided Transmission Capacity Cost (V6): 
The avoided transmission capacity cost (V6) ($) calculation is also performed similarly to 
the avoided generation capacity cost. This cost describes the losses that are avoided when 
electricity does not have to be transported on long distance because of installed solar 
systems. It is calculated by first multiplying the utility transmission capacity cost (UT) 
($/kW) by the solar PV capacity (CPV). The result is then divided by the transmission 
capacity (CT) (p.u.) and the discount factor (F) is applied to obtain the utility cost for a 
marginal year. The avoided transmission cost is calculated by the sum, over the years in 
the analysis period, of the corresponding utility costs [94]. 
𝑈𝐶 = 𝑈𝑇 ×
𝐶𝑃𝑉
𝐶𝑇
× 𝐹          ($) (2.17) 
𝑉6 = ∑ 𝑈𝐶0
𝑖            ($) (2.18) 
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2.2.7 Avoided Distribution Capacity Cost (V7): 
The two major variables that influence the avoided distribution capacity cost (V7) ($) are 
the peak growth rate (K) and the system-wide costs. The system-wide costs account for 
several financial aspects of a distribution plant, which include overhead lines and devices, 
underground cables, line transformers, leased property, streetlights, poles, towers etc. [95]. 
All the deferrable system wide costs throughout a year have been summed up and the result 
divided by the yearly peak load increase in kW over a total period of a decade to obtain the 
distribution cost per growth of demand. 
The ratio of the 10th year peak load (PL10) (kW) and the 1
st year peak load (PL1) (kW) are 
used in the calculation of the growth rate (K) of demand. The expression of the growth rate 







− 1  (2.19) 
The distribution capital cost (Q) ($/kW) is utility owned data and depends on the utility, 
and the growth rate (K) that can be obtained by using the previous formula. An escalation 
factor is necessary to evaluate the distribution cost for deferral consecutive years [97]. 
After obtaining the distribution cost (Q) from the utility and the growth rate (K) is 
calculated, the distribution capacity (CD) (kW) can be calculated from the growth rate. The 
result is then multiplied by the distribution cost and discounted by the discount factor (F) 
to get the discounted cost for a particular year. The discounted cost for the analysis period 
can in turn be used to calculate the investment during each year (ID) ($) of the analysis 
period [67]. 
𝐼𝐷 = 𝐶𝐷 × 𝑄 × 𝐹          ($) (2.20) 
When there is no other generation system than solar PV that comprised the installed 
capacity, the investment per year (IDP) ($) in terms of deferred distribution can be 
calculated from the investment deferred [67]. 
𝐼𝐷𝑃 = 𝐶𝐷 × 𝑄 × 𝐷𝐹           ($)   (in terms of deferred distribution) (2.21) 
After obtaining the yearly investment without PV (ID) and the yearly investment in terms 
of deferred distribution (IDP), the utility cost can be obtained by dividing the difference 
between the yearly investment without PV and the yearly investment with PV by the 
distribution capacity (CD). This utility cost can be called the deferred cost per kW of solar. 
This deferred cost per kW of solar is discounted by the discount factor (F), multiplied by 
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the solar PV capacity, and summed over the analysis period to obtain the avoided 




× 𝐹 × 𝐶𝑃𝑉           ($) (2.22) 
𝑉7 = ∑ 𝑈𝐶0
𝑖                   ($) (2.23) 
2.2.8 Avoided Environmental Cost (V8): 
The four major pollutants that are considered in the calculation of the avoided 
environmental cost (V8) ($) are: greenhouse gases (GHGs), sulfur dioxide, nitrogen oxide, 
and hazardous particulates [98]. 
The two parameters that influence the cost linked to CO2 and other greenhouse gas 
emissions are the social cost of CO2 and the gas emission factor [99]. With these two 
variables, the cost of avoided CO2 can be calculated in dollars and then the real value linked 
to this cost is obtained by converting the previously calculated value in current value of 
dollars. This is done by multiplying the externality cost of CO2 by the consumer price index 
(CPI) [100]. The obtained result is then multiplied by the general escalation rate for the 
following years [98]. The cost of CO2 for every year is obtained by multiplying the previous 
value by pounds of CO2 per kWh. The same logic is applied to the other pollutants to 
calculate the related costs and the cost related to all three categories of pollutant are added 
up to get the environmental cost (E) ($/MMBtu). 
By multiplying the environmental cost by the solar heat rate (HS), the utility cost (UC) is 
obtained. An environmental discount factor (FE) is applied to the utility factor. The 





Here, DE is the environmental discount rate taken from the Social Cost of Carbon report 
[99]. 
𝑈𝐶 = 𝐸 × 𝐻𝑆 × 𝐹𝐸 × 𝑂              ($) (2.25) 
𝑉8 = ∑ 𝑈𝐶0
𝑖               ($) (2.26) 
2.2.9 Avoided health liability cost (V9): 
The use of solar PV systems prevents part of the emissions of pollutants from getting into 
the air. This can in turn result in great health benefits. The harmful pollutants that greatly 
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impact human health are NOx and SO2. These two chemicals react with other compounds 
when they are released in the air to form a heavy and harmful product that is called 
particulate matter PM2.5, [102-104]. Particulate matter PM2.5, can cause diseases such as 
lung cancer and cardiopulmonary diseases [105]. It is difficult to evaluate the cost related 
to the avoided health liabilities and the saved lives. Several works have investigated the 
calculation of the cost of human health related to electricity production through fossil fuels 
[106-109]. Nevertheless, the most relevant approach is the work of [109] because the 
methods account for changes of the cost at a regional and plant level. This has been made 
possible because of data collected by EPA on the emission level of facilities through the 
Clean Air Markets Program. The result obtained by [109] is conservative as it does not 
include environmental impacts over the long term (e.g. climate change) [84, 86, 87, 110]. 
The calculation of the cost of health liability by [109] depends on the quantity of pollutants 
emitted (tons/year) during a year, the cost of a unit mass of emission for each pollutant in 
($/tons), and the annual gross load (kWh/year). 
The health cost of energy produced by fossil fuel sources (CH) ($/kWh) obtained by [109] 
are used to calculate the utility cost. The utility cost (UC) is the product of the health cost 
by the PV systems output (O), that is discounted by the environmental discount factor (FE). 
𝑈𝐶 = 𝐶𝐻 × 𝑂 × 𝐹𝐸              ($) (2.27) 
The avoided health liability cost (V9) ($) is then calculated by: 
𝑉9 = ∑ 𝑈𝐶0
𝑖            ($) (2.28) 
2.2.10 Value of solar (VOS) 
There are three different ways to represent the value of solar. It can be expressed either as 
the annual cost ($) over the analysis period or the lifetime of the installed solar photovoltaic 
system, or as the cost per unit of solar PV power installed ($/kW), or finally as the cost of 
generated electricity by the solar system ($/kWh) [76]. The most commonly used metric to 
express the VOS is the cost of electricity generated by the solar system ($/kWh) because it 
is user-friendly and is the same metric used by utilities on electricity bills [76]. To calculate 
the levelized value of VOS per kilowatt-hour of electricity produced, the sum of the value 
of all the avoided cost is calculated and then divided by the total amount of energy produced 
(O) during the analysis period discounted by the discount factor (F). 
𝑉𝑂𝑆 =
𝑉1 + 𝑉2 + 𝑉3 + 𝑉4 + 𝑉5 + 𝑉6 + 𝑉7 + 𝑉8 + 𝑉9
∑ (𝑂 × 𝐹)𝑖0
               ($/kWh) (2.29) 
Where: 
• V1: Avoided O&M fixed cost 
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• V2: Avoided O&M variable cost 
• V3: Avoided fuel cost 
• V4: Avoided generation capacity cost 
• V5: Avoided reserve capacity cost 
• V6: Avoided transmission capacity cost 
• V7: Avoided distribution cost 
• V8: Avoided environmental cost 
• V9: Avoided health liability cost 
• O: Output of the solar PV system 
• F: Utility discount factor 
2.3 Sensitivity 
The calculation of VOS requires several parameters that come from different sources. Some 
parameters are location-dependent, while other parameters are state-dependent, and there 
are parameters that are utility-dependent. Many of these parameters can also change from 
one year to another. As a result, there are wide differences in the calculation of VOS across 
the literature [5]. The utility-related parameters that can change from one VOS calculation 
to another are the number of years in the analysis period (i), the utility discount rate (D), 
the utility degradation rate, the utility O&M fixed, and variable costs, the O&M cost 
escalation rate, the hourly heat rate (HP), the heat rate degradation rate (DH), the reserve 
capacity margin (M), the transmission capacity cost (UT), the peak load of year 1 (PL1) and 
year 10 (PL10), the distribution cost (Q), the distribution cost escalation factor (GD), and 
the distribution capacity (CD). Parameters such as the cost of peaker combustion turbine 
(IP), the cost of combine cycle gas turbine (IC), the heat rate of peaker combustion turbine 
(HCT), and the heat rate of combine cycle gas turbine (HC) can be either obtained from the 
utility or from the U.S. Energy Information Agency. The solar PV fleet (S) can also be 
obtained from the utility or by simulation using the open source Solar Advisory Model 
(SAM) (https://github.com/NREL/SAM) [67]. Other variables that can affect the VOS but 
are not controlled by the utility are the PV degradation rate (DPV), the environmental 
discount factor (FE), the environmental cost of conventional energy, the health cost of 
conventional energy, and the cost of natural gas on the energy market. Table 2.1 
summarizes high and low estimates of the values for the variables that are required to 
perform a VOS calculation and the VOS component they are used to calculate. 





Source VOS components 
Degradation 
rate of PV 
(DPV) (%) 









429,000 [113] 237,000 
 





1,104 [113] 678 
 











62-89 [99] 12-23 [99] Avoided environmental 
cost (V8) 
Health cost of 
natural gas 
(CH) ($/kWh) 




rate (DH) (%) 
0.2 [114] 0.05 [114] • Avoided fuel cost (V3) 
• Avoided environmental 
cost (V8) 
Heat rate of 
combined 
cycle gas (HC) 
(Btu/kWh) 
7,627 [115]   • Avoided generation 
capacity cost (V4) 
• Avoided reserve capacity 
cost (V5) 





11,138 [115]   • Avoided generation 
capacity cost (V4) 
• Avoided reserve capacity 
cost (V5) 
Installation 





896 [116]   • Avoided generation 
capacity cost (V4) 
• Avoided reserve capacity 
cost (V5) 
Installation 




1,496 [116]   • Avoided generation 
capacity cost (V4) 
• Avoided reserve capacity 
cost (V5) 
Load Growth 
Rate (K) (%) 
1.17 [117] -0.94 [117] Avoided distribution 























8,000 [72]   • Avoided fuel cost (V3) 
• Avoided generation 
capacity cost (V4) 
• Avoided reserve capacity 
cost (V5) 










9 [75] 2.18 [75] • Avoided plants O&M 
fixed cost (V1) 
• Avoided plants O&M 
variable (V2) 
• Avoided generation 
capacity cost (V4) 
• Avoided reserve capacity 
cost (V5) 
• Avoided transmission 
capacity cost (V6) 
• Avoided distribution 




18.86 [113] 7.44 
 













2.3.1 Number of years in analysis period 
The number of years in the analysis period varies and can be as low as 20 years, and as 
high as 30 years or more [34, 75]. The typical warranty provided by solar panels 
manufacturer is 25 years. As a result, it is reasonable to set the lowest value of the analysis 
period to 25 years. Also, solar modules have proved to continue to reliably deliver energy 
30 years after the installation of the system [75], therefore, 30 years has been set as the 
higher value of the analysis period in this study. Keyes et al. have pointed out that utility 
planning is often over shorter time periods (e.g. 10-20 years) [75]. However, economic 
decisions should be made over the entire life of the physical project not an arbitrary cutoff 
date [120] and there are existing methods to estimate the load growth on the utility side as 
it is usually done for conventional energy generators [72]. 
2.3.2 PV system degradation rate 
The degradation rate of PV panels overtime depends on the location of operation as well 
as climate conditions (temperature, wind speed, dust, etc.). A statistical study conducted 
by the National Renewable Energy Laboratory [111] has found the value of the PV system 
degradation rate to be comprised between 0.5% and 1%. These two values are the 
boundaries that will be used as low and high values for the sensitivity analysis on the PV 
system degradation rate. 
2.3.3 Utility discount rate 
The discount rate is used to assess the change in money value overtime. This value can 
change depending not only on the location, but also on the utility. A discount rate value as 
high as 9% can be used or a value as low as the inflation rate might be used. The discount 
rates used by utilities are usually in the high range, but the social discount rate is closer to 
the inflation rate [75]. As a result, 9% will be considered as the high-end value of the 
discount rate while the current inflation rate of 2.18% will be considered for the lowest 
value. It is important to note that the value of the inflation rate changes with time and if 
this value is chosen as the discount rate it should be updated regularly for new calculations 
of the VOS. Also, the value of the inflation rate can be subjected to ongoing events. The 
value of the inflation rate of 2.18% was chosen at a date before the coronavirus outbreak 
in the United States that is ongoing. The outbreak has brought the inflation rate to as low 
as 0.25%. This value will not be used to run a sensitivity analysis because of the special 
conditions in which it occurred. 
2.3.4 Environmental cost 
The environmental cost associated with electricity production through conventional energy 
sources depends on the cost associated with the pollution from carbon dioxide (CO2), 
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carbon monoxide (CO), nitrogen oxide (NOx), and hazardous particulates (PM). The 
environmental cost of carbon dioxide dominates the cost of the other components. Different 
estimates of the CO2 cost are given by the EPA [99]. The cost of CO, NOx, and PM depends 
on state laws. The lowest value and highest value used for the cost of CO, NOx, and PM 
were chosen from the state of Minnesota [121]. It has been hypothesized that if 
conventional energy sources are being used to produce electricity in the future, the effects 
on environment are going to worsen (e.g. lower quality fuel, higher embodied energies, 
etc.), and therefore the environmental cost will be expected to increase. This will be 
investigated by raising the environmental cost while analyzing the sensitivity of VOS to 
the environmental cost. This will show the trend of the impact of the environmental cost 
on the VOS and in the future, the values will need to be updated because the environmental 
cost is likely to exceed the maximum value used in this study. 
2.3.5 Health liability cost 
The health liability cost is a new calculated VOS component introduced by this study. This 
component has been mentioned by several studies but was not incorporated in the 
calculation due to lack of data for the evaluation [75, 84, 85, 122]. The health and mortality 
impacts of coal in particular are so severe that an ethical case can be made for the industry’s 
elimination [123]. For example, Burney estimated that 26,610 American lives were saved 
between 2005 and 2016 by a conversion of coal-fired units to natural gas in the U.S. [124]. 
More lives would be saved, and non-lethal health impacts would be avoided with solar 
[88]. The values used here were obtained from the study of [109] that found the value of 
health impact cost of natural gas to be $0.025/kWh. As previously hypothesized, the use 
of fossil fuel energy sources in the future will increase the emissions, and the cost of health 
care has been escalating faster than inflation [124], thus increasing the cost of derived 
health liability. Several increase rates will be investigated. Although it should be pointed 
out the approach taken here was extremely conservative as the potential for 
climate/greenhouse gas emission liability [125, 126] was left for future work as discussed 
below. 
2.3.6 Other parameters 
The other parameters are utility related and in case of absence of utility data, generic values 
from the U.S. government agencies are used as indicated in Table 2.1 and run through 
realistic percent increases or decreases to determine their effect on the VOS components. 
2.3.7 Sensitivity Analysis 
A sensitivity analysis has been run on each of the nine VOS components as well as on the 
VOS. For each component, the sensitivity has been analyzed for some of its parameters 
wherever data was available. The evaluation of the variability of the VOS components has 
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been performed for each parameter. The sensitivity of a component to one of its parameters 
is determined by maintaining an average value of the other parameters and varying the 
studied parameter from its lowest value to its highest value. The different values that are 
obtained for the VOS component are then plotted to show its variation according to the 
parameter studied. A correlation study between the different parameters has not been 
conducted because there was no evident relationship between these parameters. Most of 
the parameters belong to utilities and there is no information on how they are chosen from 
one utility to another. An interaction study between the parameters and how their 
interaction affects the VOS components would be interesting for future studies where utility 
data are available.  
A similar process has been used for the sensitivity analysis of the main VOS. The main 
VOS’s variability has been studied according to the nine VOS components. For each 
component for which the sensitivity of the VOS is analyzed, average values of the other 
components are maintained while the studied component’s value is varied from its lowest 
value to its highest value.  
2.4 Results and Discussion 
The simulation results are plotted first for each VOS components. For each component, 
sensitivities on the different input variables have been investigated. Then the sensitivity of 
the overall VOS to each of the VOS components has been analyzed. 
2.4.1 Avoided O&M fixed cost (V1) 
Figure 2.1 shows the results for the avoided O&M fixed cost (V1). The sensitivity has been 
plotted for five parameters: the utility O&M fixed cost, the utility O&M cost escalation, 
the PV degradation rate, the utility discount rate, and the utility degradation rate. According 
to the results, the avoided O&M cost is highly sensitive to the utility O&M fixed cost and 
O&M cost escalation. When the utility O&M fixed cost increases, the avoided O&M cost 
increases accordingly, and an increase in the O&M escalation rate obviously increases the 
avoided O&M cost because it increases the utility fixed O&M cost over the analysis period. 
V1 is also sensitive to the utility discount rate and decreases when the discount rate 
increases. This means that using a discount rate close to the social discount rate while 
conducting a VOS study will increase the avoided O&M cost while using a higher discount 
rate will lower the cost. This is in accordance with the recommendation of [75] to  use of a 
discount rate lower than that of the utility in a distributed solar generation economic 
calculation. Also, the avoided O&M fixed cost is not very sensitive to the utility 
degradation rate or the PV degradation rate. Nevertheless, its value is slightly reduced when 




Figure 2.1. Sensitivity of avoided O&M fixed cost (V1) in terms of LCOE (¢/kWh) to its 
parameters in percent change. 
2.4.2 Avoided O&M variable cost (V2) 
The parameters for which the avoided O&M variable cost’s (V2) sensitivity has been 
studied are: the utility O&M variable cost, the utility O&M cost escalation, the PV 
degradation rate, and the utility discount rate. The sensitivity of the avoided O&M to its 
parameters are plotted in Figure 2.2. Figure 2.2 shows a similar variation trend of V2 as 
compared to the case of the avoided fixed O&M cost. It is highly sensitive to the utility 
variable O&M cost, and the O&M cost escalation. The avoided variable O&M cost 
increases when the variable O&M, or the O&M cost escalation rate is increased but 
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Figure 2.2. Sensitivity of avoided O&M variable cost (V2) in terms of LCOE (¢/kWh) to 
its parameters in percent change. 
2.4.3 Avoided fuel cost (V3) 
In the case of the avoided fuel cost (V3), the variables considered for the sensitivity analysis 
are the heat rate degradation rate, the natural gas price fluctuation rate and the PV 
degradation rate. While the avoided fuel cost has shown to be not very dependent on the 
heat rate degradation rate or the PV degradation rate, this value changes very quickly with 
a change in the natural gas price as in Figure 2.3. This is an important factor that should be 
carefully considered while conducting a VOS study because the price of natural gas is not 
fixed and varies according to several parameters that are not controlled by the utility, such 
as the economy, the weather, market supply and demand [127, 128].  The equivalent heat 
rate degradation rate expresses the degradation of the utility plant’s efficiency over the 
analysis period, and when the efficiency decreases, there is a slight decrease in the avoided 
fuel cost. Another value for which the avoided fuel’s sensitivity could have been studied is 
the equivalent heat rate for solar, which was not analyzed in detail here because of the lack 
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Figure 2.3. Sensitivity of avoided fuel cost (V3) in terms of LCOE (¢/kWh) to its 
parameters in percent change. 
2.4.4 Avoided generation capacity cost (V4) 
The sensitivity of the avoided generation capacity cost (V4) has been plotted in Figure 2.4 
for the discount rate, the utility degradation, and the PV degradation rate. The V4 VOS 
component does not have a high variability to the PV degradation rate even though it shows 
a decreasing trend with the increase of PV degradation. But it reacts sharply to the utility 
degradation rate. This is because the generation capacity of the utility is highly impacted 
by the utility degradation. Also, as previously observed, when the discount rate grows far 
























Figure 2.4. Sensitivity of avoided generation capacity cost (V4) in terms of LCOE 
(¢/kWh) to its parameters in percent change. 
2.4.5 Avoided reserve capacity cost (V5) 
The avoided reserve capacity cost (V5) expresses the reserve component of the generation 
capacity; therefore, it can have a value of zero when there is no reserve capacity planned 
by the utility as shown in Figure 2.5. V5 is highly sensitive to the reserve margin and the 
result shows that the more generation capacity is reserved, the more the avoided generation 
capacity cost increases. On the other hand, the avoided reserve capacity cost is not very 
sensitive to the discount rate compared to its sensitivity to the other parameters. V5’s value 
goes up when the utility degradation rate increases and goes down when the PV 

























Figure 2.5. Sensitivity of avoided reserve capacity cost (V5) in terms of LCOE (¢/kWh) to 
its parameters in percent change. 
2.4.6 Avoided transmission capacity cost (V6) 
Three parameters have been analyzed in the sensitivity study of V6: the discount rate, the 
transmission capacity cost, and the PV degradation rate. The parameter it is the most 
sensitive to is the transmission capacity cost. Obviously, when the transmission cost is low, 
the avoided cost associated will be low. The results shown in Figure 2.6 make it clear that 
the avoided transmission capacity cost does not change with the PV degradation rate or the 
discount rate. This is because the utility transmission capacity has been assumed to be 
constant over the analysis period, and the transmission capacity degradation rate has not 
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Figure 2.6. Sensitivity of avoided transmission capacity cost (V6) in terms of LCOE 
(¢/kWh) to its parameters in percent change. 
2.4.7 Avoided distribution capacity cost (V7) 
The avoided distribution capacity cost (V7) is one of the most complicated VOS components 
to evaluate. As shown in Figure 2.7, its sensitivity has been studied for six variables: the 
load growth rate, the distribution capacity, the distribution capacity cost, the utility discount 
rate, the distribution cost escalation, and the PV degradation rate. But it depends on more 
than six parameters. The growth rate, for example is calculated from utility data, mainly, 
the load for the past ten years of operation [67, 129]. Here, the sensitivity has been analyzed 
on the growth rate directly to be as widely applicable as possible. Another parameter is the 
number of deferred years that is also a utility owned data. 
The avoided distribution capacity cost naturally increases with the distribution capital cost. 
Figure 2.7 shows that the avoided distribution capacity cost does not fluctuate with the 
distribution capacity at all, but it is highly sensitive to the discount rate, the distribution 
cost, and the distribution cost escalation rate. It can even shift to a negative value when the 
discount rate is too low. This shows that choosing the discount during a VOS study must 
be a trade-off between the social discount rate and the utility discount rate. It is interesting 
to note that the avoided distribution capacity cost goes down when the distribution cost 
























has enough distribution capacity, it will purchase less power from solar PV systems 
owners, therefore the price goes down. The same reasoning can be used to explain the 
decreases of the cost when the load growth goes up. Finally, V7 shows a slight decrease 
with the increase of the PV degradation rate. 
 
 
Figure 2.7. Sensitivity of avoided distribution capacity cost (V7) in terms of LCOE 
(¢/kWh) to its parameters in percent change. 
2.4.8 Avoided environmental cost (V8) 
The second most complicated component of the VOS calculation is the avoided 
environmental cost (V8). The sensitivity has been analyzed for the three environmental 
discount rate scenarios provided by the EPA [99]. For each scenario, a sensitivity analysis 
has been conducted on the environmental cost increase rate. V8 will increase when the 
chosen environmental discount rate is low, but overall, each of the three EPA scenarios 
show an increase when the environmental cost increase rate goes up, as seen in Figure 2.8. 
This is useful to see how the avoided environmental costs might change in the future. 
Environmental externalities are volatile and changing quickly [84]. If it is assumed that in 
the future, the environmental impact of conventional energy production technologies will 
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the other hand, an increase in distributed renewable energy generation could lead to a 
decrease or stabilization of the avoided environmental cost. 
 
Figure 2.8. Sensitivity of avoided environmental cost (V8) in terms of LCOE (¢/kWh) to 
the environmental cost increase rate in percent change, for different values of the 
discount rate. 
2.4.9 Avoided health liability cost (V9) 
The avoided health liability cost, V9, depends on three values, the health cost increase rate, 
the environmental discount rate, and the PV degradation. This cost does not fluctuate with 
the PV degradation rate but is very sensitive to the other two parameters. The 
environmental discount rate used here is the same as the environmental discount rate used 
in the evaluation of the avoided environmental cost’s sensitivity study. As a result, the 
avoided health liability cost decreases when the environmental discount rate goes up as is 




























Figure 2.9. Sensitivity of avoided health liability cost (V9) in terms of LCOE (¢/kWh) to 
its parameters in percent change. 
2.4.10 Value of Solar (VOS) 
After the sensitivity analysis of each VOS component, the main VOS value has been studied 
to find out how the impact of different components compare to one another and which 
components have more variability. Figure 2.10 shows that the VOS is, in decreasing order, 
sensitive to the avoided environmental cost (V8), avoided health liability cost (V9), avoided 
transmission capacity cost (V6), avoided fuel cost (V3), avoided distribution capacity cost 
(V7), avoided O&M variable cost (V2), avoided reserve capacity cost (V5), avoided O&M 


























Figure 2.10. Sensitivity of VOS LCOE (¢/kWh) to all the components in this study, in 
percent change. 
The contribution of each VOS component to the overall VOS depends on the case. The 
lowest VOS value calculated with the assumptions used in this study in term of LCOE is 
9.37¢/kWh while the highest value calculated is 50.65¢/kWh. This variation observed in 
the VOS value comes from the fact that the parameters considered in this study are chosen 
to have the lowest and the highest value of  VOS. The values of calculated VOS using utility 
data are highly likely to be located within this interval. It is also clear, based on the values 
shown in Figure 2.10, that the VOS exceeds the net metering rates (when they are even 
available) in the U.S. Thus, it can be concluded that even when grid-tied solar owners are 
provided with a full net metered rate for electricity fed back onto the grid, they are 
effectively subsidizing the electric utility/other customers. 
For the low VOS value case shown in Figure 2.11, the avoided distribution cost (V7), and 
the avoided reserve capacity cost (V5) has no contribution in the VOS value. The avoided 
generation capacity cost (V4) and the avoided health liability cost (V9) represent most of 
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Figure 2.11. Contribution of each VOS component to the overall VOS LCOE – Low Cost 
Scenario. 
The contribution of the avoided environmental (V8) cost increases with the VOS value as it 
becomes the largest contributor to the overall value, followed by the health liability (V9) 
cost as shown in Figure 2.12 representing a middle VOS value.  The avoided generation 
capacity cost (V4) is reduced as well as the contribution of the avoided fuel cost (V3). 
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Figure 2.12. Contribution of each VOS component to the overall VOS LCOE – Middle 
Cost Scenario. 
Figure 2.13 represents the contribution of each of the VOS components to the overall value 
in the case of the highest obtained value in the scope of this study. The avoided 
environmental cost (V8), avoided health liability cost (V9), and avoided transmission 
capacity cost (V6) represent 69% of the total cost. 










capacity cost (V4), 
3.02¢/kWh, 10%
Avoided reserve 
capacity cost (V5), 
0.79¢/kWh, 3%
Avoided transmission 
capacity cost (V6), 
3.53¢/kWh, 12%
Avoided distribution 












Figure 2.13. Contribution of each VOS component to the overall VOS LCOE – High Cost 
Scenario. 
The evolution of the cost percentage contribution of each VOS throughout Figure 2.11, 
Figure 2.12, and Figure 2.13 shows the level of uncertainty of the VOS with respect to the 
corresponding component. 
The lowest and highest LCOE VOS values obtained from the assumptions made in this 
study are, respectively, 9.37¢/kWh and 50.65¢/kWh. The existing VOS studies results fall 
into this interval. The sample calculation made by [67] for Minnesota is 13.5¢/kWh, while 
[68] calculated a VOS of 10.7¢/kWh for Austin Energy. These values are in the lower 
spectrum of the result of this study because of the considerations made. They incorporate 
fewer VOS components than the present study, and this study focuses on sensitivity, 
therefore higher values of parameters have been considered. Other results summarized by 
[69] have found the VOS to be 33.7¢/kWh in Maine, between 25.6 and 31.8¢/kWh in New 
Jersey and Pennsylvania [70], and 19.4¢/kWh in Washington, DC. In general, the VOS is 
much higher than the net metering costs and even the highest costs observed at the 
residential level [6, 80, 130]. The residential net metering rates are also the highest as 
compared to commercial and industrial rates, so the latter two are even more unjustly 
compensated for installing solar. Overall, this indicates that utilities are under-
compensating customers with grid-connected PV systems if they are only paying net 
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metering rates, as displayed in Table 2.2. Table 2.2 shows a comparison between VOS rates 
and net metering rates in the U.S. states mentioned above, wherever data is available. As 
only a tiny fraction of utilities (3%) are paying full net metering rates anyway [65], there 
is a need for regulators to ensure that solar customers are being adequately compensated 
for the value of solar electricity they are sharing with the grid [64]. Substantial future work 
is needed to ensure that solar PV owners are not subsidizing non-solar electricity 
customers. 
Table 2.2. Comparison of VOS rates and net metering rates for some U.S. States 
State VOS Net Metering 
Minnesota 13.5¢/kWh  
Austin (Texas) 10.7¢/kWh Approximately 4 – 5¢/kWh  
(1.2 – 1.6$/kWh) [131] 
Maine 33.7¢/kWh 12.16 – 14.66¢/kWh [132] 
New Jersey 25.6 – 28¢/kWh  
Pennsylvania  28.2 – 31.8¢/kWh Minimum value of (4¢/kWh) [133] 
Washington D.C. 19.4¢/kWh  
2.5 Future Work 
This study has covered a vast number of existing VOS components, but some components 
were not included in this study due to the lack of a reliable evaluation methodology. These 
components include the economic development cost, the avoided fuel hedge cost, and the 
avoided voltage regulation cost. These represent opportunities for future work once the 
evaluation methodologies have been developed. Also, there are some parameters 
sensitivities that would provide insights with multiple utility data sets. These parameters 
include the analysis period, the hourly solar heat rate and solar PV fleet, and the 10-years 
load profile. Future studies can focus on incorporating the sensitivities of these parameters 
into the model or can use the foundation of this model to build on new VOS studies 
according to a specific location and available data from utilities. Another limitation to this 
study is that it does not include the effect of the load match factor, and loss saving factor.  
As the results show, the environmental and health costs can dwarf the technical costs and 
thereby determine the VOS. There are also second order effects that can be used to obtain 
a more accurate VOS values. For example, the negative impact of pollution from 
conventional fossil fuel electricity generation on crop yields [124] as well as PV production 
could also be considered in future work to give a more accurate V8. In addition, as greater 
percentages of PV are applied to the grid, the avoided costs will change and there is a need 
for a dynamic VOS akin to dynamic carbon life-cycle analyses needed for real energy 
economics [134]. This complexity will be further enhanced by the introduction of PV and 
storage systems [135] as it will depend on size [136] and power flow management and 
scheduling [137, 138].  
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Perhaps the most urgent need for future work is accurate estimations of the value of avoided 
GHG liability costs because the magnitude of the potential liability [107,108] could 
overwhelm other subcomponents of the VOS. This is because as the realities of climate 
change have become more established, a method gaining traction to account for the 
negative externalities is climate litigation [125, 126, 139-149]. For utility VOS analysis this 
is particularly complex as it is difficult to know where to draw the box around 
environmental costs. As some studies have concluded there is liability for past emissions 
as well as for harm done in other nations [140]. Liability for disastrous events is also 
challenging to predict [144]. Combining both other nations and disaster creates liability 
potential that could become enormous with prioritization given to victims that are losing 
their land, culture, and lives due to climate change [145]. Tort-based lawsuits are already 
possible from a legal point of view [144], but there are other legal methods that could be 
used to reduce climate change such as public nuisance laws [146]. Some authors have 
argued a ‘polluters pay principle’ for carbon emissions [147]. Other studies have concluded 
that emitters such as conventional fossil fuel power plant operators should be forced to buy 
long-term insurance in order to cover their share of climate change costs for minimizing 
risks in case of insolvencies [148]. Determining what such insurance premiums should be 
is another area of substantial future work. Determining what the greenhouse gas liability 
costs are for conventional electricity generators (as well as potential avoided insurance 
costs) that can be avoided with PV is extremely challenging. These estimates will become 
easier with time as climate change impact studies become more granular, thereby assigning 
specific costs to specific amounts of emissions. In addition, realizing these climate liability 
costs in courtrooms will become more likely. As Krane points out, it is clear that as the 
negative impacts of climate change grow more pronounced, the fossil-fuel based electricity 
industry faces a future that will be less accepting of current practices and that will increase 
economic (and maybe even industry existential) risks [149]. Avoiding these risks has real 
value, which should be included in the VOS in the future. 
2.6 Conclusions 
This study demonstrated a detailed method for valuing the incorporation of solar PV-
generated electricity into the grid and analyzed the sensitivity of each VOS component to 
its input parameters, and the overall sensitivity of the VOS to each of its components. 
Several components have been found to be sensitive to the utility discount rate, namely the 
avoided O&M fixed cost, avoided O&M variable cost, avoided generation capacity cost, 
and the avoided distribution capacity cost. Except for the avoided distribution capacity, the 
other components’ values decrease with the increase of the utility discount rate. The 
distribution capacity is more sensitive to the discount rate than the other components. It 
increases with the discount rate and can be negative if the discount rate is very low. This 
has shown the necessity of carefully choosing the discount rate for VOS studies. Most of 
the VOS values do not have a high variability to the solar PV degradation rate even though 
its increase slightly reduces the value of each component and the overall VOS. The 
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environmental cost and the health liability cost are sensitive to the cost increase rate that 
can be tied to the emissions impact of the conventional energy sources. These two costs 
are likely to increase in the future with the worsening of the emission of fossil fuel sources 
and more information about its effects, which increases potential emissions liability for 
utilities. Finally, specific case studies could provide additional sensitivities on the few areas 
of the VOS that were not evaluated in this paper to create better VOS models. Overall, the 
results of this study indicate that grid-tied utility customers are being grossly 
undercompensated in most of the U.S. as the value of solar eclipses the net metering rate.  
Substantial future work is needed for regulatory reform to ensure that solar owners are not 
unjustly subsidizing U.S. electric utilities. 
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3 Water Conservation Potential of Self-Funded Foam-
Based Flexible Surface-Mounted Floatovoltaics 
3.1 Introduction 
Water scarcity [150, 151], the energy crisis [152], and food scarcity [153, 154] are the 
largest currently coupled challenges [155] facing the global community, where they most 
severely affect the arid and semiarid regions of the world [156]. There is a wide scientific 
consensus that combustion of fossil fuels for energy is increasing atmospheric carbon 
dioxide (CO2) concentrations and driving climate change [157]. This anthropogenic 
climate change is increasing globally averaged mean annual air temperatures and driving 
changes in precipitation, which are expected to continue and increase [158, 159]. The IPCC 
(Intergovernmental Panel on Climate Change) warns that the climate change over the next 
century will affect rainfall, river flows and sea levels all over the world [160], which will 
negatively impact agricultural yield [93]; particularly in already-malnourished sub-Saharan 
Africa. de Wit and Stankiewicz [161] predict rainfall in sub-Saharan Africa could drop by 
10% causing surface drainage to drop 30–50% by midcentury, which would cause major 
water shortages. It is widely agreed that to prevent the worst of climate change, humanity 
needs to rapidly convert fossil fuel-based energy systems to renewable energy systems 
[162]. Solar photovoltaic (PV) technology is the most widely accessible, sustainable, and 
clean renewable source of energy that can be scaled to meet humanity's energy needs [163, 
164]. To meet these needs, however, a substantial amount of land is still needed for PV to 
replace fossil fuels and this creates competition for limited land resources between food 
and energy [9]. A utility-scale PV plant land occupation varies between 20 km2/GWh and 
40 km2/GWh depending on the type of solar panels used [165]. Despite life cycle carbon 
emissions [134], PV is more land efficient than all carbon capture and sequestration plans 
for coal [166], but with nearly a billion people already living undernourished, further 
reductions in agricultural land are not acceptable during a world food crisis [167]. 
A potential solution to these coupled water–energy–food challenges is the concept of 
floating photovoltaics, or floatovoltaics (FPV), which has been rapidly gaining a base in 
scientific literature [11-17]. FPV is growing fast and is expected to have an average growth 
rate of above 20% in the next five years due to extremely low costs (with an FPV bid 
recently coming in for a system in Thailand at under USD 0.50/Wp) [22]. FPV are easier 
to install and simpler to decommission than conventional PV systems and the racking costs 
are less, which lead to these overall cost savings [22]. As FPV are located near or immersed 
in water, the operational temperature is reduced, which raises the solar energy conversion 
efficiency [11, 15, 18, 168-171]. In regions where water scarcity is an issue, and 
particularly when this issue is likely to be aggravated by climate change, FPV can also be 
used to reduce water loss because it can reduce water evaporation by more than 70% [18-
21]. The Penman–Monteith daily evaporation method indicates that FPV could even cut 
evaporation by as much as 90% [172]. Studies in China [173] and India [174, 175] have 
35 
 
all indicated massive potential water savings for both small and large FPV coverage areas. 
This is particularly important for preservation of water sources in arid and semi-arid 
regions, especially with water shortages in the region [176]. FPV, therefore, also holds 
substantial promise when coupled with existing hydro power to make dual use of the 
electrical infrastructure while improving the water resource itself [173, 177]. Similar 
advantages are to be expected for hybrid systems with pumped storage [178]. Finally, there 
is also evidence that FPV deployment reduces the PV degradation rate below 0.5% per year 
[179], which improves the levelized cost of solar electricity further.  
FPV research has focused on several system design strategies [180]: 
(1) Tilted arrays of solid modules (normally on top of pontoon structures) [20, 181-
183]; 
(2) Submerged PV modules (with and without a pontoon) [13, 168, 170, 171, 184]; 
(3) Micro-encapsulated phase change material (MEPCM)-based pontoon modules 
[185-187]; 
(4) Thin-film PV (no ridged pontoon supporting structure) [13, 15, 188]. 
The thin-film FPV design has the advantage of reducing racking costs even more so than 
pontoon style FPV, as it clearly stops more evaporation and gains an advantage by the 
operational temperature being lower. However, the temperature coefficients are better for 
amorphous silicon (a-Si:H) thin film materials than those of crystalline silicon (c-Si) so the 
benefits of the water cooling are muted for a-Si:H-based FPV. 
In this study, a new approach is used with a flexible crystalline silicon module on a similar 
foam system to that described by Pierce et al. [188] for a-Si:H FPV. This approach enables 
a larger solar electric output gain (or FPV boost), and as solar is largely already profitable, 
there is an opportunity for the electricity production value of c-Si flexible foam-backed 
FPV to subsidize a means of water conservation by cutting water evaporation losses. To 
build on past FPV work and investigate the potential of FPV coupled to hydro power in the 
U.S., the water saving potential at Lake Mead using FPV is investigated in this study. Lake 
Mead is an artificial reservoir created by the United States government to run the Hoover 
Dam, which was built in 1935[189, 190]. This novel form of FPV is analyzed for water-
saving potential using an evaporation calculation adapted from the Penman–Monteith daily 
evaporation model [191] that is approved by the Food and Agriculture Organization of the 
United Nations (FAO) [192]. An energy production analysis is performed and an open 
source spreadsheet is developed to simulate the evaporation and the energy yield of the 
flexible FPV [193], as well as to investigate the impact of using passive water-cooled FPV, 
where the cooling potential was measured experimentally for a foam-based FPV. The 
potential is determined for a case study based on the coverage of FPV ranging from 10% 
to 50% [194] of Lake Mead. The results are compared to “conventional” tilted pontoon-
style FPV and are discussed in the context of the energy–water–food nexus. 
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3.2 Materials and Methods 
3.2.1 Data Collection 
3.2.1.1 Lake Evaporation Data 
Most of the weather data used in this study were collected on Lake Mead through buoys 
installed by the United States National Oceanic and Atmospheric Administration’s 
National Data Buoy Center (NOAA-NDBC) [195]. The rest of the data were obtained from 
open-access weather data made available by the McCarran International Airport’s weather 
station in Las Vegas [196], and from SOLCAST, a solar data provider [197]. 
The main characteristics of the lake differ slightly from one study to another and depend 
on the year the study was conducted. In this study, the lake characteristics’ values used for 
the evaporation calculation are taken from the National Park Service (NPS) website [198]. 
According to the NPS, as of 2010, the lake has a maximum surface area of 159,866 acres 
(647 million m2), and a maximum capacity of 29,686,054 acre-feet (36,617 million m3). 
The mean depth of the lake is estimated to be 55.5 m by the National Park Service [190]. 
The average elevation of the lake is 328.574 m above sea water level. The weather buoy 
used to collect the data is located in the North Boulder Basin of the lake at a geographical 
position of latitude 36.087 N and longitude 114.728 W. The temperature sensor for air 
temperature collection is located at a height of 2 m above the lake surface while the 
anemometer is at 3 m above. Additionally, the atmospheric pressure sensor is located at 
330.574 m above sea water level or 2 m above the lake surface, and the water temperature 
is measured at 0.5 m below the lake surface [199]. 
The buoy installed in Lake Mead’s North Boulder basin by the NOAA-NDBC has been 
capturing different types of variables since 2016, which are stored in a historical database 
on the agency’s website. Among the data required to conduct an evaporation calculation 
using the Penman–Monteith model, the wind speed (ws), the atmospheric pressure (P), the 
maximum (Tw,max), minimum (Tw,min), and daily mean (Tw) water temperature; and the air 
temperature were obtained from the NOAA-NDBC historical database. The rest of the data 
were not captured by the buoy; therefore, alternative methods have been used to gather the 
required data. According to Moreo and Swancar, when data are not available for the study 
location, nearby airport weather data can be used instead [189]. In this study, the nearest 
airport close to Lake Mead is the Las Vegas Airport. The relative humidity (Rh) data have 
thus been obtained from the Weather Underground website that has made data from the 
Las Vegas Airport available. The remaining variable is the daily incoming solar irradiation 
or global horizontal irradiation (RS) that has been obtained from SOLCAST’s historical 
database [197]. This variable is also used for the solar energy production modeling. 
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The raw data from the NOAA-NDBC database were collected with an interval of 10 min 
starting at 00 h 00 min each day while the data from the Las Vegas Airport were measured 
with an 1 hour interval starting at 00 h 56 min each day. Since daily data were required for 
the calculation, a mean daily value has been calculated for each variable. First, the data 
obtained from the NOAA-NDBC were cleaned by keeping only hourly data at the 
beginning of the hour (00 min) in order to match the data from Las Vegas Airport. A 
MATLAB code [200] was developed to perform this operation. Then, the same code was 
used to strip the missing data from the data table. A line of data was considered missing 
from the data table if one or more of the variables were not recorded by either the NOAA-
NDBC station sensors or the Las Vegas Airport station sensors. After that, the data were 
reported in a spreadsheet that was used to calculate the mean daily value of the wind speed 
(ws), the atmospheric pressure (P), the water temperature (Tw) and the air temperature (Ta) 
by averaging the hourly data for each day. Another method used in the literature to calculate 
daily mean weather data is to calculate the average of the maximum and minimum value 
of the day [201]. However, studies have shown that if data are available, it is best to 
calculate the mean daily temperature by averaging the hourly values [202, 203]. The 
spreadsheet was also used to retrieve the maximum (Tw,max), and minimum (Tw,min) daily 
temperatures as well as the maximum (Rhmax), and minimum (Rhmin) daily relative 
humidity. The number of missing data points was 246 hourly data. Instead of having total 
hourly data of 8760 points, 8514 data points were used for this study after the data cleaning 
process. There was no more than 3 missing data points for a single day except for 5 specific 
days that are the 4th, 60th, 97th, 318th, and 347th day of the year 2018. These 5 days were, 
respectively, missing 4, 4, 10, 5, and 16 data points. The days with the highest number of 
missing data were the 97th and 347th day of the year. Since there are only two such days 
among the 365 that populated the year 2018, it has been considered that it will not have a 
significant impact on the results. Therefore, the available data were representative in 
estimating the mean daily values of the variables for each day.  
3.2.1.2 FPV Panel Data Collection 
In a previous study, it was found that polyethylene (PE) foam was the most cost-effective 
way to add buoyancy to flexible solar modules [188]. This study uses this after-market 
conversion method to convert SunPower SPR-E-Flex PVs into FPVs [204]. The density of 
the green polyethylene 1.2 lb ½” (12.7 mm) was used to determine the area of foam needed 
to make the panel rise by approximately 10 mm above the water’s surface [205] using the 
calculations detailed in [188]. The foam was cut into about 50 mm by 240 mm sections 
that were placed evenly on the backside of module. The sections were then adhered using 
3 M 5200 fast-set waterproof adhesive. Each foam piece had a line of adhesive caulked 
onto its perimeter and through the center. Then, the foam piece was pressed on the surface 
of the panel to adhere it, see Figure 3.1. The FPV with PV control was deployed in Chassell 
Bay, MI during the summer of 2020 to determine operational temperature and 
performance. This resulted in the FPV floating directly above the water surface, but still 





Figure 3.1. Cut away view showing adhesive underneath foam attached to c-Si-based 
flexible photovoltaic (PV) module: (a) top view and (b) orthogonal view. 
 
Figure 3.2. Closeup of floating photovoltaic/floatovoltaic (FPV) corner after deployment, 
showing water coverage from a modest wave (top left). 
The NanoDAQ monitoring board used in [188] was used in this study to measure module 
power and temperature of both the control (flat land-based mounted dry PV set at zero 
degree tilt angle) and wet FPV (floating on lake surface). The thermistors used for 
measuring temperature were held in place on the panels using 3M VHB tape. The air and 
water temperature were also measured with thermistors. The SunPower panels came with 
MC4 connectors installed on 12 AWG (2 mm2) wires. MC4 connectors were added to the 
14 AWG (1.6 mm2) wires coming from the NanoDAQ, including the load wires. An 
additional hole was made in the NanoDAQ waterproof case and sealed using 3M 5200 to 
use the battery’s USB port to power it. An AC load with a timer was used to drain the 
battery during mid-day to ensure there was a load to produce the power measurement. The 




Figure 3.3. Wiring diagram for NanoDAQ monitoring board. 
The FPV utilized mooring similar to that used in [188] except for the inclusion of a buoy. 
The wet FPV was moored by using an anchor and a towing ring on land. A rope was looped 
through the grommets in the solar PV and overhand loop knots were tied to secure the FPV 
in place. Energy generation of dry PV and wet FPV, temperature of air, water, PV, and 
FPV were recorded in 15 min increments. 
3.2.2 Water Evaporation Modeling 
The Penman–Monteith model used in this study is a data intensive water evaporation model 
because it requires the measurement of several weather data. Some of the data can be 
calculated, but the accuracy of the model is increased if they are measured. The Penman–
Monteith model was originally designed to calculate the evapotranspiration losses from 
leaves’ and canopies’ surfaces [191]. However, the method has been adapted in several 
studies to estimate the evaporation of surface water [206-209]. One important thing to note 
regarding the use of the Penman–Monteith evapotranspiration model for lake evaporation 
is the use of water temperature instead of air temperature in some of the parameters’ 
calculations: the outgoing longwave radiation, the partial vapor pressure at the water 
surface and slope of the temperature saturation water vapor curve. The original Penman–
Monteith model estimates the evapotranspiration of crops; therefore, the model only uses 
the air temperature in its implementation. The use of water temperature instead of air 
temperature has been validated in several lake evaporation studies [206, 208, 209]. 










      (mm · day−1) (3.1) 
where EL (mm/day) is the daily evaporation rate and Cpa (kJ/kg/°C) and 𝜌𝑎 (kg/m
3) are, 
respectively, the heat capacity, and the density of air. The other parameters in the Penman–
Monteith equation are: the latent heat of vaporization (λ) (MJ/kg), the slope of the 
saturation vapor pressure curve (Δ) (kPa/°C), the net daily solar radiation (RN) 
(MJ/m2/day), the daily heat storage flux (HS) (MJ/m
2/day), the mean saturation vapor 
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pressure (Pw) (kPa), the actual vapor pressure of the air (Pa) (kPa), the aerodynamic 
resistance (ra) (s/m), and the the psychrometric constant (γ) (kPa/°C). These parameters 
need to be calculated and depend on several weather data. The weather data needed to 
calculate these parameters are comprised of: the daily maximum (Ta,max) (°C) and daily 
minimum (Ta,min) (°C) air temperature; the daily maximum (Tw,max) (°C), daily minimum 
(Tw,min) (°C), and daily mean water temperature (Tw) (°C); the daily maximum (Rhmax) (%), 
and daily minimum relative humidity (Rhmin) (%); the daily mean dew temperature (Td) 
(°C), the daily mean atmospheric pressure (P) (kPa); the daily mean wind speed (ws) (m/s) 
at a height of 2 m above the water surface; and the daily incoming solar radiation (RS) 
(MJ/m2/day). The other parameters that are needed to calculate the components in the 
evaporation model of Penman–Monteith include: the altitude of the lake’s location (h) (m); 
the surface area (A) (m2), and the effective depth (dw) (m) of the lake reservoir; and the 
latitude of the location of the water surface (𝜙) (rad). 
When all the listed parameters are available, the computation of the lake water evaporation 
using the Penman–Monteith model starts with the calculation of the mean saturation vapor 
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(3.3) 
After the calculation of the two vapor pressures, the slope of the saturation vapor pressure 




     (kPa · °C−1) (3.4) 
Then, the latent heat of vaporization (λ) (MJ/kg), which depends on the water temperature, 
is calculated [192, 207]: 
𝜆 = 2.501 − 0.002361 × 𝑇𝑤     (kPa · °C
−1) (3.5) 
From the latent heat of vaporization, the psychrometric constant (γ) (kPa/°C) can be 




     (kPa · °C−1) (3.6) 
41 
 
In Equation (3.6), RMW = 0.622 and is equal to the molecular weight of water vapor over 
the molecular weight of dry air. 
After that, the wind function fw (MJ/m
2/kPa/day) is needed to estimate the aerodynamic 
resistance of the water surface. The formula used to calculate the wind function is proposed 
by McJannet et al. [210]. The formula was found to work well with the Penman–Monteith 
evaporation model. The wind function calculation by McJannet’s formula depends on the 
wind speed as well as on the surface area of the lake. 
𝑓𝑤 = (2.36 + 1.67 × 𝑤𝑠) × 𝐴
−0.05      (MJ · m−2 · kPa−1 · day−1) (3.7) 
Once the wind function is known, a combination of the Penman–Monteith model equations 
presented in the works of Zotarelli et al. and Finch et al. gives the value of the aerodynamic 
resistance (s/m) [201, 209]: 
𝑟𝑎 =
𝜌𝑎 × 𝐶𝑝𝑎 × 86400
1000 × 𝛾 × 𝑓𝑤
          (s · m−1) (3.8) 
The two remaining terms are the net solar radiation (RN) (MJ/m
2/day) and the change in 
water heat storage flux (HS) (MJ/m
2/day). The net solar radiation’s calculation depends on 
the net longwave radiation (RNL) (MJ/m
2/day) and the net shortwave radiation (RNS) 
(MJ/m2/day) [192, 201, 207]. 
𝑅𝑁 = 𝑅𝑁𝑆 − 𝑅𝑁𝐿      (MJ · m
−2 · day−1) (3.9) 
The net shortwave radiation is calculated using the albedo (a) and the measured incoming 
solar radiation (RS) (MJ/m
2/day) [192, 201, 207-209]: 
𝑅𝑁𝑆 = (1 − 𝑎) × 𝑅𝑆       (MJ · m
−2 · day−1) (3.10) 
The net longwave radiation is calculated by taking the difference between the outgoing 
longwave radiation (ROL) (MJ/m
2/day) and the incoming longwave radiation (RIL) 
(MJ/m2/day). The incoming longwave radiation is given by the Equation (3.11) [211, 212] 
𝑅𝐼𝐿 = 𝜎 (𝐶𝑓 + (1 − 𝐶𝑓) (1 − (0.261 × exp(−7.77 × 10
−4𝑇𝑎
2)))) (𝑇𝑎 + 273.15)
4         
(MJ · m−2 · day−1) 
(3.11) 
In Equation (3.11), σ [MJ/m2/T4/day] is the Stefan–Boltzmann’s constant, Ta is the daily 
mean air temperature and Cf is the cloud coverage fraction that has been estimated as 
follows [213]: 
𝐶𝑓 = 1.1 − 𝑅𝑅𝑎𝑡𝑖𝑜 ;  𝑅𝑅𝑎𝑡𝑖𝑜 ≤ 0.9




The parameter RRatio is the ratio of the incoming solar radiation (RS) to the clear sky 
radiation RCS (MJ/m
2/day). The clear sky radiation is calculated using Equation (3.13) [209, 
212, 213]: 
𝑅𝐶𝑆 = (0.75 + 2 · 10
−5 × ℎ) × 𝑅𝐸𝑋        (MJ · m
−2 · day−1) (3.13) 
The extraterrestrial radiation REX (MJ/m
2/day) depends on the latitude of the lake, the 
sunset hour angle, the solar declination angle, the solar constant, and the inverse relative 
distance from the sun to earth. This calculation is a well-known procedure that has been 
detailed in the guide for crop evapotranspiration calculations by the FAO [192]. The 
outgoing longwave radiation depends on the water surface temperature and is calculated 
as: 
𝑅𝑂𝐿 = 𝜀 × 𝜎 × (𝑇𝑤 + 273.15)
4       (MJ · m−2 · day−1) (3.14) 
Tw (°C) is the mean daily water temperature and 𝜀 is the emissivity of the water surface. 
The emissivity of water surface varies between 0.95 and 0.99 for water temperatures below 
55 °C [214]. An average value of 𝜀 = 0.97 has been used in this study. The net longwave 
radiation is therefore: 
𝑅𝑁𝐿 = 𝑅𝐼𝐿 − 𝑅𝑂𝐿        (MJ · m
−2 · day−1) (3.15) 
The water heat storage flux (HS) (MJ/m
2/day) expresses the change in the heat stored in the 
water from one day to another. The heat storage flux calculation methods used in two 
different studies by Abtew et al., and Finch et al. are suitable for shallow water bodies 
evaporation [207, 209]. Since Lake Mead is a deep lake, the equilibrium temperature 
approach proposed by de Bruin has been used instead. In this approach, an equilibrium 
temperature is used to estimate a mean daily uniform temperature of the water body for 
each day [215]. The heat storage flux’s formula using de Bruin’s method is [212, 215-217]: 
𝐻𝑆 = 𝜌𝑤𝐶𝑝𝑤𝑑𝑤 ×
(𝑇𝑢𝑤,𝑗 − 𝑇𝑢𝑤,𝑗−1)
𝛥𝑡
⁄               (MJ · m−2 · day−1) (3.16) 
The constants’ values 𝜌𝑤 (kg/m
3), Cpw (MJ/kg/°C), dw (m) are, respectively, the density of 
water, the heat capacity of water, and the depth of the lake. Tuw,j and Tuw,j-1 are, respectively, 
the mean uniform water temperature for day (j), and day (j–1). Δt is the time step for the 
temperature estimation. The mean uniform water temperature (Tuw,j) depends on the 
equilibrium temperature (Te) (°C) and the time constant (τ) (day): 
𝑇𝑢𝑤,𝑗 = 𝑇𝑒 + (𝑇𝑢𝑤,𝑗−1 − 𝑇𝑒) × exp(
−1
𝜏⁄ )          (°C) (3.17) 
𝑇𝑒 = 𝑇𝑤𝑏 +
𝑅𝑁,𝑤𝑏
4 × 𝜎 × (𝑇𝑤𝑏 + 273.15)3 + 𝑓𝑤 × (𝛥𝑤𝑏 + 𝛾)




𝜌𝑤 × 𝐶𝑝𝑤 × 𝑑𝑤
4 × 𝜎 × (𝑇𝑤𝑏 + 273.15)3 + 𝑓𝑤 × (𝛥𝑤𝑏 + 𝛾)
          (day) (3.19) 
RN,wb (MJ/m
2/day), Twb (°C), and Δwb (kPa/K) are, respectively, the net radiation at the wet-
bulb temperature, the wet-bulb temperature, and the slope of the saturation vapor pressure 
curve at the wet-bulb temperature. The wet-bulb temperature (Twb) is calculated using the 
following equation [212, 217]: 
𝑇𝑤𝑏 =
0.00066 × 100 × 𝑇𝑎 +
(4098 × 𝑃𝑎 × 𝑇𝑑)
(𝑇𝑑 + 237.3)
2⁄  
0.00066 × 100 +  
(4098 × 𝑃𝑎 × 𝑇𝑑)
(𝑇𝑑 + 237.3)
2⁄
         (°C) (3.20) 
The saturation vapor pressure curve at the wet-bulb temperature Δwb (kPa/K) is calculated 
by: 
𝛥𝑤𝑏 =





         (kPa · K−1) (3.21) 
The net radiation (RN,wb) at the wet-bulb temperature is: 
𝑅𝑁,𝑤𝑏 = (1 − 𝑎) × 𝑅𝑆 + (𝑅𝐼𝐿 − 𝑅𝑂𝐿,𝑤𝑏)         (MJ · m
−2 · day−1) (3.22) 
In Equation (3.22), ROL,wb (MJ/m
2/day) is the outgoing longwave radiation at the wet-bulb 
temperature and is calculated by: 
𝑅𝑂𝐿,𝑤𝑏 = 𝐶𝑓 × 𝜎 × ((𝑇𝑎 + 273.15)
4 + 4 × (𝑇𝑎 + 273.15)
3 × (𝑇𝑤𝑏 − 𝑇𝑎))       
(MJ · m−2 · day−1) 
(3.23) 
After the calculation of all parameters, the lake evaporation’s value (EL) can be calculated 
using Equation (3.1). 
3.2.3 Energy Production Modeling 
The power output of a PV module (Pout) (W) is calculated by applying different losses to 
the incoming solar irradiance and is given by: 
𝑃𝑜𝑢𝑡 = 𝐼𝑆 × 𝐴𝑃 × 𝜂𝑃            (W) (3.24) 
where IS (W/m
2) is the incoming solar irradiance, AP (m
2) is the effective area of the solar 
panel, and 𝜂𝑃 (%) is the efficiency of the PV system. In this study, the efficiency of the 
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system includes the electrical efficiency of the module, which is dependent on the operating 
temperature, the shading losses, the soiling and hotspot losses, and the mismatch losses. 
Additionally, the solar irradiation component used is the global horizontal irradiation 
because the inclination of the panels is 0°. The power output is calculated hourly and 
summed up to determine the energy production of the system over a year. 
3.2.3.1 FPV Operating Temperature 
The energy produced by a photovoltaic system depends on the electrical efficiency of the 
modules. The electrical efficiency of the modules (𝜂𝑒) changes with the operating 
temperature of the cell and is calculated using Equation (3.25) [179, 218]: 
𝜂𝑒 = 𝜂𝑟𝑒𝑓 × [1 − 𝛽 × (𝑇𝑒𝑜 − 𝑇𝑟𝑒𝑓)]            (%) (3.25) 
where 𝜂𝑟𝑒𝑓 (%), 𝛽𝑟𝑒𝑓 (%/°C), Teo (°C), and Tref (°C) are, respectively, the reference 
efficiency of the panel, the temperature coefficient of the panel, the effective operating 
temperature of the panel, and the reference temperature. 
The data collected from the FPV test bed are used to determine the effective operating 
temperature (Teo) of the FPV. The model describing the temperature dependence on the 
ambient temperature and the solar power in nominal operating cell temperature (NOCT) 
conditions is a linear model [218-220]: 
𝑇𝑐𝑒𝑙𝑙 = 𝑇𝑚𝑒 + 𝑘 × 𝐼𝑆          (°C) (3.26) 
TCell (°C) is the operating temperature of the solar cells, k (°C. m
2/W) is the coefficient of 
the relationship, IS (W/m
2) is the solar irradiance, and Tme (°C) is the ambient temperature 
of the location of the solar module. This model is well-adapted for offshore, roof or ground 
mounted, PV systems but needs to be modified to accurately describe FPV systems. A 
study conducted by Kamuyu et al. [179] has proposed a solar cell temperature calculation 
in FPV using the air temperature, the water temperature, the solar irradiance, and the wind 
speed. Kamuyu et al.’s study focused on FPV mounted at a tilt angle relative to the water’s 
surface where the air temperature and wind speed played a larger role in determining the 
module temperature than the water temperature. In this study, because the modules are 
on/under the water surface, wind speed is neglected, and the water temperature plays the 
dominant role in module temperature. Thus, the Kamuyu approach for pontoon-based FPV 
was adapted and used here with experimental data for solar flux, air temperature, water 
temperature, and module temperature. The approach used was a multilinear variable 
regression. The regression has three independent variables that are the solar irradiance (IS), 
the water temperature (Tw), and the air temperature (Ta). The last variable of the regression, 
the FPV module’s effective operating temperature (Teo), depends on the previous three. 
The goal of the regression is to find a linear relationship between the module’s effective 
operating temperature (Teo), and the three independent variables in the form of: 
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𝑇𝑒𝑜 = 𝛼0 + 𝛼1𝑇𝑤 + 𝛼2𝑇𝑎 + 𝛼3𝐼𝑆         (°C), (3.27) 
where α0 is a constant term; α1, α2, and α3 are the regression coefficients relative to the 
water temperature, air temperature, and solar irradiance, respectively. 
The solar module temperature dataset from the test bed has been stored in a MATLAB 
column vector, and the independent variables have been stored within a MATLAB numeric 
matrix to which an additional unit column has been added at the beginning to account for 
the coefficient α0. Then, the regression is performed using a dedicated MATLAB function 
called “regress” [221]. The “regress” function performs a multivariable regression on 
experimental data and outputs the coefficients of the regression as well as other values such 
as the R-squared value of the regression and the residuals. The experimentally obtained 
coefficients are used in the case study of Lake Mead to estimate the effective operating 
module temperatures that are, in turn, used in the energy yield simulation. 
3.2.3.2 Other Loss Factors 
This study focuses on the FPV system; therefore, the other factors considered are only 
related to the panels. In the case of a complete system design, losses from other equipment 
such as the inverter or transformer need to be considered. Other factors that could impact 
the efficiency of the floating solar PV modules are the same as conventional land-based 
PV systems. These factors are solar irradiance losses, shading losses, soiling, mismatch 
losses, and DC cabling losses [194, 222, 223]. 
The foam-based support as well as the PV are mounted flat on the water surface (e.g., tilt 
angle = 0 degrees); therefore, they are not exposed to the optimum amount of solar 
irradiation for any location other than those on the equator. A study conducted by Jacobson 
et al. has provided an estimate of the optimal tilt for fixed tilt solar PV systems for different 
locations throughout the world [224]. The loss due to the tilt angle has been considered in 
this study and only the global horizontal irradiation for the energy yield calculation is used. 
The impact of shading losses on FPV is low because water surfaces are flat and there are 
no nearby obstacles that could cause a direct shade to the modules. In the case of foam-
based FPV, there is no mutual shade between the modules either because the mounting 
systems are flat on the water surface. Lake Mead is located in a mountainous region; 
therefore, far horizon shading may occur during certain times of the day or the year but is 
expected to be minimal. A detailed shading losses analysis has not been conducted during 
this study and an estimated value of zero percent has been used. 
Soiling can be significant on FPV panels. Soiling in the case of FPV systems is mostly due 
to bird dropping or algae growth [188]. According to a report on FPV systems by the World 
Bank Group, nesting birds have been found to prefer the use of FPV modules as a nesting 
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place [194]. In the report of the World Bank Group, however, the floating systems used 
were inclined; thus, allowing the presence of sheltered places where the birds were nesting. 
In the case of foam-based FPV, it has been assumed that the effect of birds will be lower 
because the modules are mounted directly on the water surface and the mounting system 
offers no sheltered space for nesting. A detailed study of the impact of birds nesting on 
foam-based FPV panels would be interesting for future studies. In addition, by ensuring 
the FPV are above the water surface, the growth of algae on the front surface of the FPV 
can be minimized. 
Mismatch losses and DC cable losses can be higher in FPV systems due to the relative 
movement of the modules on the water surface, but an optimum design can minimize these 
losses [194]. 
3.2.3.3 Parameters Used for Energy Yield Simulation 
The energy production model simulates a floating solar PV system on the surface of Lake 
Mead. The area covered by the solar PV installation is described in Section 2.4. The values 
used for the energy production simulation as well as the sources of the values are given in 
Table 3.1. 
Table 3.1. Energy modeling simulation parameters 
Parameters Value Source 
Solar PV temperature model (Equation (3.27)) This study 
Reference efficiency of the module 23% [204] 
Module inclination 0° This study 
Shading losses 0% This study 
Soiling 3% [194] 
Mismatch losses 6% [223] 
DC cable losses 3% [223] 
3.2.4 Water Savings Capability and Efficiency of the System 
The water savings capability of the FPV system investigated in this study has been 
estimated to be 90% of the volume of water corresponding to the surface covered by the 
FPV. This assumption is supported by previous studies that found that covering water 
surfaces with pontoon-based FPV could reduce the evaporation losses by more than 90% 
[172, 225]. Thus, the resulting values are extremely conservative as here the FPV covers 
the entire water surface and is not a tilted FPV mount as in [172, 225]. When planning an 
FPV installation on a water surface, the percentage coverage of the water by the solar 
systems depends on the type of activities that are being performed on the body of water. 
According to the World Bank Group, the FPV system should not cover more than 50% of 
the water surface if used for fishing and not more than 60% if the water body is not used 
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for fishing [194]. Therefore, a sensitivity analysis will be run on the coverage percentage 
to investigate the energy production and water saving capability of the foam-based FPV 
system in this study from 10% to 50% in 10% increments because Lake Mead is used for 
fishing. Then, the water saving capability is estimated by multiplying the water evaporation 
rate and the surface coverage. The result is adjusted by 90%. The cost of water saved 
annually is estimated using the average water cost in Nevada where Lake Mead serves as 
a clean water source. The cost of water according to Las Vegas Valley Water District 
ranges from USD 0.35/m3 to 1.37/m3 for a family size residential home, according to the 
size of the installed water meter [226]. On the other hand, the wholesale electricity rate of 
the power produced at the Hoover Dam, located in Nevada, is USD 0.02/kWh [227, 228]. 
These values are used to estimate the lowest and highest potential energy revenues of the 
foam-based FPV system. 
3.3 Results 
3.3.1 Water Evaporation 
The results from the water evaporation model simulation at Lake Mead show an 
evaporation rate estimate of 1957 mm in 2018. This result is in agreement with the results 
of the study conducted by Moreo and Swancar [189] on Lake Mead during the period of 
March 2010 through February 2012 using the eddy covariance evaporation method. The 
study estimated the lake evaporation from March 2010 to February 2011, and from March 
2011 to February 2012. According to the two authors, the evaporation rate for the first 
study period had a minimum value of 1958 mm and a maximum value of 2190 mm; while 
the minimum value was 1787 mm and the maximum value was 1975 mm for the second 
study period. The result obtained in this present study is located within the result interval 
of Moreo and Swancar’s study. Another early study by Westenburg et al. provided the 
evaporation data for Lake Mead from 1997 to 1999 [229]. The average evaporation rate 
for that period was 2281 mm per year. 
Figure 3.4a shows the monthly results of the evaporation rates simulation using 2018 data. 
The evaporation rate is low in the winter and increases in summer. The evaporation rate at 
the peak of the summer, in June, is approximately five times more than the lowest 
evaporation rate of the winter, in December. Figure 3.4b shows the daily evaporation 








Figure 3.4. Water evaporation simulation results for Lake Mead: (a) simulated 
evaporation values (mm) for each month of the year 2018; (b) simulated evaporation 
values (mm) for each day of the year 2018. 
3.3.2 Energy Production 
3.3.2.1 FPV Operating Temperature Model 
The multilinear regression on the collected data yielded the coefficients 𝛼0, 𝛼1, 𝛼2, and 𝛼3, 
which describe the relationship between the FPV effective operating temperature (Teo) and 
the independent variables: the water temperature (Tw), the air temperature (Ta), and the 
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value of 0.8276. Figure 3.5 shows the statistical results of the regression. The R-squared 
value combined with the random distribution of the residuals’ plot on Figure 3.5b show 






Figure 3.5. Multilinear regression results of the FPV panels’ effective operating 
temperature (Teo): (a) simulated FPV temperature plotted against the measured 
temperature for 15 June 2020; (b) residuals’ distribution plotted against the simulated 
FPV temperature for 15 June 2020. 
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Equation (3.28) is proposed as a model that represents the effective operation temperature 
of FPV mounted on a foam-based support. 
𝑇𝑒𝑜 = −13.2554 − 0.0875 × 𝑇𝑤 + 1.2645 × 𝑇𝑎 + 0.0128 × 𝐼𝑆       (°C) (3.28) 
Figure 3.6 shows the simulated operating temperature using the proposed model, the 
operating temperature of a titled aluminum pontoon-based mount FPV model based on the 
original Kamuyu et al.’s model (for pontoon-based tilted FPV), and the measured operating 
temperature for June 15 2020. The simulated temperature is at times higher or lower than 
the measured temperature, but the overall trend of the two temperature profiles matches. 
The model proposed in this study is compared to the unadapted tilted FPV model and the 
current model (which is an adaptation of Kamuyu et al.’s model for foam-backed flat-
surface FPV) and provides a better description of a foam-based FPV panel’s operating 
temperature. The proposed model in this study has a similar profile to Kamuyu’s model, 
and the proposed model provides a better description of the foam-based solar module’s 
behavior. 
 
Figure 3.6. Measured FPV operating temperature compared to simulated FPV operating 
temperature for 15 June 2020. 
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The temperature profile of a foam-based FPV panel installed on Lake Mead has been 
simulated using the proposed FPV operating temperature model and compared to a 
pontoon-based FPV as described by Kamuyu’s model in Figure 3.7. 
 
Figure 3.7. Operation temperature of an FPV installed on the surface of Lake Mead. (+) 
Operating temperature using the proposed model in this study for foam-based FPV. (o) 
Operating temperature using a pontoon-based tilted FPV described by Kamuyu’s model. 
The maximum temperature obtained with the model proposed in this study is 48.7 °C and 
the minimum temperature is −8.5 °C. On the other hand, the maximum temperature and 
the minimum temperature obtained if the FPV system was tilted are, respectively, 58.2 °C 
and −3.4 °C. Overall, the temperature model used here based on experimental data during 
the summer months predicts a lower temperature when the panels are in direct contact with 
the water surface. 
3.3.2.2 Energy Yield and Water Savings of an FPV System Installed on Lake 
Mead 
The temperature profile is used to estimate the electrical efficiency of the solar panel, which 
is in turn used to simulate the energy yield of an FPV system installed on Lake Mead with 
historical weather data. The energy yield has been simulated by assuming a coverage of 
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the lake surface (640 km2) between 10 and 50% in 10% increments. The results are shown 
in detail for the 10% coverage case and the total energy production is shown for the other 
cases. 
Figure 3.8 shows the comparison between the monthly energy production obtained using 
the proposed model and the energy production of a tilted FPV for 10% coverage of the 
lake’s surface. As can be seen in Figure 3.8, and as expected from Figure 3.7, the proposed 
model predicts a slightly higher energy production, about 3.5%, which is correlated with 
the lower operating temperature of the modules. The maximum energy per month 
production is 3.2 TWh and occurs in the month of June, while the minimum energy per 
month production is 1.1 TWh and occurs in December. 
 
Figure 3.8. Monthly energy yield of a simulated foam-based FPV system installed on 
10% of Lake Mead’s surface using historical data from 2018. Comparison between the 
proposed model (c-Si flexible foam-backed FPV) and a tilted FPV based on Kamuyu’s 
model (c-Si aluminum mount FPV). 
Figure 3.9 shows the result for the daily energy simulation when 10% of Lake Mead’s 
surface is covered with a foam-based solar FPV system. The maximum daily energy 

















































Figure 3.9. Daily energy production results using the temperature model proposed in this 
study for 10% coverage of Lake Mead’s surface. 
Figure 3.10 shows the simulated annual energy production, and the water saving 
capabilities of a foam-based solar FPV system installed on the surface of Lake Mead as a 
function of coverage area from 10–50%. For a coverage of 10%, the annual production 
using collected temperature data is 25.59 TWh, corresponding to a saved water volume of 
126.64 million m3. When the percentage coverage is increased, the energy production is 
increased linearly. For a coverage of 50% of the lake’s surface, it is possible to harvest 




























































Figure 3.10. Simulated annual energy production (TWh) and water saving capability 
(millions of m3) of a foam-based solar FPV system installed on Lake Mead’s surface 
using historical temperature data and the proposed model depending on the percentage 
coverage of the lake’s surface. 
Table 3.2 shows the annual water and energy savings estimates related to the water savings 
and energy production from the FPV. With houses with the least water consumption, the 
cost of the water saved is estimated to be USD 44 million when 10% of the lake surface is 
covered, and USD 220 million when 50% of the lake surface is covered. On the other hand, 
when the consumers’ water consumption is on the high side, these costs increase, 
amounting to USD 172 million when 10% of the lake is covered and USD 861 million 
when 50% is covered. Furthermore, the results for the energy production show that USD 
0.5 billion of energy can be generated when 10% of the lake surface is covered. The value 
of the energy generated when 50% of the lake surface is covered is estimated as USD 2.6 
billion. 
Table 3.2. Estimation of the yearly cost of water saved and energy produced using water 





Water Savings at 
$0.35/m3 (Millions 
of $) 
Water Savings at 
$1.37/m3 (Millions 
of $) 
Energy Revenues at 
2¢/kWh (Billions of 
$) 










10% 20% 30% 40% 50%
Percent coverage of the lake
Annual Energy Production (TWh) Annual Water Savings (million of m3)
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20% 87.98 344.37 1.02 
30% 131.97 516.56 1.54 
40% 175.96 688.75 2.05 
50% 219.95 860.94 2.56 
The relative values of the water and energy provided by the foam-based FPV indicate that 
the electricity production from the FPV could be used to subsidize water conservation in 
arid and semi-arid areas. Thus, FPV could be a self-funded water conservation approach. 
3.4 Discussion 
The water evaporation calculation performed in this study predicts a significant water 
saving potential for foam-based FPV systems on Lake Mead. The evaporation calculation 
using historical data has shown an annual evaporation estimate of 1957.6 mm for the lake. 
The result of the calculation performed in this study is in agreement with previous 
evaporation studies on Lake Mead [189, 229]. The simulation results show annual water 
savings ranging from 126.64 to 633.22 million m3 depending on the percentage of the lake 
surface covered by the FPV system. According to the United States Environmental 
Protection Agency (US EPA), each American uses, on average, 88 gallons of water per 
day, resulting in an annual water consumption of 32,120 gallons or 121.59 m3 per capita 
[230]. The amount of water saved using foam-based FPV on Lake Mead will therefore be 
enough to supply water to more than five million Americans in the case that 50% of the 
lake surface is covered. This would make a significant impact on the cities near Lake Mead. 
The value is more than the four million population of the second largest city in the country, 
Los Angeles [231] or the entire population of Nevada of 3.1 million [232]. When 10% of 
the lake is covered by FPV panels, the amount of water saved is enough to supply water to 
the populations of both Henderson (320,189) and Las Vegas (651,319) or Las Vegas and 
Reno (255,601) in Nevada [233]. According to an analysis performed by Barsugli et al., 
Lake Mead has a 50% percent chance of going dry between 2035 and 2047 if nothing is 
done to stop the current draw down and evaporation rate of the lake [234]. Other studies 
on the management of the lake have resulted in the same conclusion [235, 236]. These 
studies have shown the need for new ways to mitigate lake evaporation not only on Lake 
Mead, but on other lakes in the world, especially those located in arid environments. 
Floating solar photovoltaic technology provides a solution to limit evaporation of water 
surfaces and provide electrical energy for the surrounding populations. 
The energy production analysis has yielded an annual energy production ranging from 25.9 
TWh to 127.93 TWh for a coverage of the lake of 10%, and 50%, respectively. The energy 
production profile is in accordance with a previous FPV study conducted by Kamuyu et al. 
[179], showing an improvement of 10% from a ground-mount system. This is confirmed 
by the study of Pierce et al., who determined that the energy production improvement of 
an FPV systems is 5–10% compared to a ground-mount system for mono and 
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polycrystalline silicon [188]. This is due to the cooling effect of the water on the FPV 
modules. According to the United States Energy Information Agency (US EIA), the 
average American household electricity consumption is 10,649 kWh per year. This means 
that the energy production of an FPV system covering 10% of Lake Mead has the capacity 
to power more than two million American homes [237]. This is more than the electricity 
needed to power the homes in Las Vegas, Henderson and Reno combined. On the other 
hand, the total electricity consumption in the U.S. according to 2018 statistics is 4178 TWh. 
This implies that the electricity production from a solar FPV system covering 50% of Lake 
Mead can supply 3% of the total electricity consumed in the U.S. and can replace more 
than 11% of the coal-fired power plants operating in the country; thus, contributing in a 
significant way to the reduction in the national carbon dioxide emissions [238] and the 
concomitant air pollution-related mortality [88, 124, 239, 240]. This study is in agreement 
with past work showing enormous potential for FPV on water bodies in the U.S. [241]. 
The results of this study show that there are several benefits to implementing a foam-based 
FPV solar plant. Foam-based FPV avoids the issues related to land use in ground-mounted 
solar PV [242] and since the floating device is made of low-cost material, the racking cost 
is lower than other raft racking FPV technologies [188]. In addition, FPV systems in 
general have the potential to form agrivoltaic type systems [243] by merging with 
aquaculture to form aquavoltaics [244, 245]. The flexible foam-backed FPV approach used 
here even makes mobile FPV possible. The FPV approach demonstrated here is less 
expensive than conventional pontoon-based FPV and has a slightly higher energy output 
per W because of the modules’ close proximity to the water. FPV racking in general is less 
costly than conventional ground mounted PV. Thus, as PV is already often the least costly 
method for new electricity production, it provides a potentially profitable means of 
reducing water evaporation in the world’s dwindling bodies of fresh water. Overall, the 
results of this study appear extremely promising. Solar FPV is a fairly new technology that 
is growing at a tremendous rate, but for it to reach its full potential, future work is needed 
to explore policies that sustain the development of this technology while also minimizing 
negative externalities. To accomplish this, a full life cycle analysis (LCA) study is needed 
on this technology. 
Future work is also needed to experimentally verify the results of this study in different 
locations throughout the world. In addition, future work is needed to investigate fouling 
(and means to prevent it) in different bodies of water. More data should also be collected 
to further refine the temperature model and improve the energy production accuracy of the 
results shown here. Foam-based technology used as a floating device needs to be 
investigated more in order to have a commercially viable mass-produced FPV foam 
racking. The work shown here and completed previously was accomplished using after-
market alterations of flexible PV modules. It should be pointed out that economic 
calculations used here assumed a 25-year lifetime for the PV modules. Although they are 
rated for extreme environments, guaranteed to resist corrosion and waterproof, the flexible 
SunPower modules only carry a 5-year warranty rather than the industry standard 25–30 
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year warranty. Future work to test the long-term performance of such systems is needed to 
ensure the reliability and safety of a foam-backed FPV as described in this article. In 
addition, future technical work is needed to investigate the potential for making flexible 
modules rated for high voltages that would be more appropriate for utility scale systems 
such as described in this study. The cost of the FPV racking would be further reduced by 
integrating bulk purchased foam into the PV manufacturing process. In addition, closed 
loop, circular economy [246-248] and industrial symbiosis [249] could be applied to the 
FPV manufacturing process. This would be expected to further reduce the cost of the FPV 
as well but may also necessitate policy intervention to ensure end of life recycling [250]. 
The polyethylene foam used here could be fabricated from recycled plastic waste [251-
253], thereby further improving the environmental balance sheet for foam-backed FPV. 
Future studies can potentially look into the long-term stability of foam in water by 
analyzing the effect of different qualities of water on this material. Another aspect of foam-
based rack where future work is needed is the mooring technology used to secure the FPV. 
Finally, the environmental impacts of the floating solar systems on marine life have not 
been fully established [194] and will be an interesting subject for future studies. These 
impacts include the effect of the FPV system on water temperature and stratification in the 
lake, as well as the effects of the system on oxygen transfer and dissolved oxygen levels in 
the lake. 
3.5 Conclusions 
This study introduced a new approach to FPV using a flexible crystalline silicon module 
backed with foam, which is less expensive than conventional pontoon-based FPV racking 
and land-based PV racking. The results show that the foam-backed FPV had a lower 
operating temperature than conventional pontoon-based fixed tilt out-of-water FPV and 
thus a higher energy output per unit power because of the modules’ close proximity to the 
water. Thus, because PV costs are now normally the least costly method of new electricity 
production, the hypothetical large-scale foam-based FPV provides a potentially profitable 
means of reducing water evaporation in the world’s at-risk bodies of fresh water. 
The case study of Lake Mead found that if 10% of the lake was covered with foam-backed 
FPV, there would be more than enough solar electricity generated to power the homes in 
Las Vegas, Henderson and Reno combined and enough water savings for Las Vegas and 
Reno. At 50% lake coverage, the foam-backed FPV would provide over 127 TWh of clean 
solar electricity and 633.2 million m3 of water savings, which would provide enough 
electricity to retire 11% of the polluting coal-fired plants in the U.S. and water for over five 




This thesis has established a methodology to estimate the value of solar, has developed a 
cell operating temperature model of FPV modules proving the cooling effect of water on 
foam-based FPV modules, and has shown the water conservation potential of foam-based 
FPV systems. The case study of the value of solar in the U.S. has resulted in a possible 
VOS range from 9.37¢/kWh to 50.65¢/kWh showing that current net metering design rates 
are under-compensating solar owners. The FPV case study for Lake Mead has shown on 
the other hand that there is a great economic potential, water saving potential, and energy 
gain potential when foam-based flexible floating solar PV panels are installed on the 
surface of a water body, which would be expected to drive the VOS even higher.  
The main challenge that was encountered during this thesis was data availability. When 
conducting a VOS study data from utility is often required and this data have been found 
to be difficult to acquire. On the other hand, an FPV model study requires a significant 
amount of weather data, some of which can be found through open-source satellite data. 
However, the best way to acquire data for an in-depth FPV study is to take measurements 
on-site, which is time-consuming.  
This thesis paves the way to the following future research areas: 
• Environmental life cycle assessment of a flexible foam-based floating solar PV 
module; 
• Application of the VOS study on a floating PV system; 
• VOS policy implications; 
• VOS applications to other countries; 
• Long-term stability of the foam-based rack in an aquatic environment; 
• Further investigations on the mooring technology; 
• Low-cost open source water data collection datalogger; 
• Optimized electrical design of a standalone FPV system; 
• Optimized electrical design of a grid connected FPV system; 
• Power cogeneration potential of coupling a foam-based FPV system to a 
hydropower generation unit.  
• Experimental and theoretical investigation of distributed flexible foam-based FPV 
as pool covers; 
• Experimental and theoretical investigation of distributed flexible foam-based FPV 
as cottage power; 
• Experimental and theoretical investigation of distributed flexible foam-based FPV 
as means of electrification for sustainable development; 
• Experimental and theoretical investigation of centralized flexible foam-based FPV 
on large lakes and the oceans; 
• Distributed manufacturing of flexible foam-based FPV; 
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• FPV-based policy for water conservation; 
• Experimental flexible foam-based FPV aquavoltaics; 
• Commercial viability of the foam-based FPV system. 
• Environmental impact of a foam-based FPV system on water temperature and 
stratification in the lake; 
• Effects of a foam-based FPV system on oxygen transfer and dissolved oxygen 
levels in the lake 
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